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Dear General Manager:
MARLON BARNES

Diivisian &
NEAL A weiseNsErGER 1DIS IS the 2012 Annual Water Quality Report from the Antelope Valley-East Kern Water
Riigion 7 Agency (AVEK). Since the water you obtain from AVEK represents one of your sources
of water, we have included the actual laboratory reports of analyses as well as a
summary of results for your convenience.

In accordance with the Consumer Confidence Report (CCR) guidance manuals issued by
the California Department of Public Health and the United States Environmental
Protection Agency, we are herein providing you with the monitoring data and other
information you will need to produce your CCR.

As in last year’s report, bromate monitoring has been included in this year's report.
Bromate is a disinfection byproduct formed when water containing bromide is
disinfected with ozone. We implemented the use of ozone in our treatment process
full-time in 2011 and state and federal regulations require us to monitor for bromate at
the entry point to our distribution system monthly. Compliance is based upon a running
annual average, computed quarterly, of these monthly samples. The MCL, based upon
the running annual average, is 10 pg/L.

If you have any questions or need additional information, please call me at 661-943-
3201. However, please do not designate AVEK or this office as your contact in your CCR.
According to the CDPH and EPA guidelines, the designated contact person should be
someone from your system. While we are always happy to clarify questions about AVEK
water, we do not have the specific information necessary to answer questions about
your water, blending practices or distribution systems.

Justin Livesay
Laboratory Director

6500 WEST AVENUE N » PALMDALE, CALIFORNIA 93551
[661) 943-3201 » FAX (661) 943-3204



Antelope Valley-East Kern Water Agency
2012 Annual Water Quality Report

We are very pleased to provide you with this year's Annual Water Quality Report. We want to keep you informed about the
excellent water we have delivered to you over the past year. Our goal is, and always has been, to provide to you a safe
supply of drinking water.

Our water source is the State Water Project, California Aqueduct. The California Department of Public Health has assessed
the vulnerability of this source as to possible contaminating activities. The assessment’s description and discussion of
vulnerability:

“The California Aqueduct originates at the Sacramento-San Joaquin Delta at Clifton Court Forebay. Water in
the Delta originates in the Sacramento River watershed, the San Joaquin watershed, and the watershed
drainage from the Mokelumne River, Stanislaus River, Merced River and several smaller rivers that drain the
eastern slopes of the Sierra Nevadas. Located in these drainage areas are a broad variety of potential sources
of contamination including municipal, industrial and agricultural activities. Also influencing the quality of water
pumped from the Delta is the impact of the estuarial nature of the Delta and the naturally occurring salt-water
intrusion which is dependent to a large extent on the inflow from the contributing rivers.

The possible contaminating activities present within the California Aqueduct watershed are described in the
State Water Project Watershed Sanitary Survey conducted by the California Department of Water Resources
and their consultants in 1986 and updated in 2001 and 2006.

A copy of the complete assessment may be viewed at, Antelope Valley-East Kern Water Agency, 6500 West
Avenue N, Palmdale, CA 93551.”

If you have any questions about this report or the Antelope Valley-East Kern Water Agency, please contact Justin Livesay,
Laboratory Director at 661-943-3201. We want our valued customers to be informed about our Water Agency. If you want
to learn more, please attend any of our regularly scheduled Board meetings. They are held on the second and fourth
Tuesday of every month, 6:30 PM, at the Antelope Valley-East Kern Water Agency Office, 6500 West Avenue N, Palmdale,
CA, 93551.

Antelope Valley-East Kern Water Agency routinely monitors for contaminants in our drinking water according to Federal
and State laws. The table in this report, “2012 Annual Water Quality Report”, shows the results of our monitoring for the
period of January 1" to December 31, 2012.

All drinking water, including bottled drinking water, may be reasonably expected to contain at least small amounts of some
contaminants. It is important to remember that the presence of these contaminants does not necessarily pose a health
risk. More information about contaminants and potential health effects can be obtained by calling the Environmental
Protection Agency’s Safe Drinking Water Hotline at 1-800-426-4791.

We are proud to report that our drinking water is safe and meets or exceeds all State and Federal requirements. We have
learned through our monitoring and testing that some contaminants have been detected. The EPA has determined that
your water IS SAFE at these levels.

Total Coliform: Water systems are required to meet a strict standard for coliform bacteria. Coliform bacteria are usually
harmless, but their presence in water can be an indication of disease-causing bacteria. When coliform bacteria are found,
special follow-up tests are done to determine if harmful bacteria are present in the water supply. If the standard is
exceeded, the water supplier must notify the public by newspaper, television or radio.

Some people may be more vulnerable to contaminants in drinking water than the general population. Immuno-
compromised persons such as persons with cancer undergoing chemotherapy, persons who have undergone organ
transplants, people with HIV/AIDS or other immune system disorders, some elderly, and infants can be particularly at risk
from infections. These people should seek advice about drinking water from their health care providers. EPA/CDC
guidelines on appropriate means to lessen the risk of infection by Cryptosporidium and other microbiological contaminants
are available from the Safe Drinking Water Hotline (800-426-4791).



Antelope Valley-East Kern Water Agency
2012 Annual Water Quality Report - Kern County System

The Antelope Valley-East Kem Water Agency provides treated surface water as a source of drinking water.
Treatment technique: Conventional
EPA Turbidity Performance Standards: Turbidity of the filtered water must:
1. Be less than or equal to 0.30 NTU in 95% of measurements in a month.
2. Not exceed 1 NTU at any time.
Lowest monthly percentage of samples that met Turbidity Performance Standard No. 1: 100%
Highest single turbidity measurement during the year: 0.12 NTU
Percentage of samples < 0.30 NTU:  100%
The number of violations of any surface water treatment requirements: NONE
Turbidity (measured in NTU) is a measurement of the cloudiness of water and is a good indicator of water quality and filtration
performance. Turbidity results which meet performance standards are considered to be in compliance with filtration requirements.

MICROBIOLOGICAL CONTAMINANTS

Type of Paramiatar Sampling MCL No. of Months in System Results

Sample(s) ———— Frequency FEr— Violation Range Average
Distribution Total Coliform Bacteria 81-96/mo 5% positive None 0% 0%
& Effluent Fecal Coliform and E. coli 81-96/mo 1 pos. with 2 TC pos. None 0% 0%

INORGANIC CONTAMINANTS
RESULTS
Plant Effluent (CWR) Raw Influent (Source)

Parameter Units MCL DLR PHG Range  Average Range Average
Aluminum mg/L 1 0.05 0.6 ND ND ND
Antimony ug/L 6 6 20 ND ND
Arsenic pg/L 10 2 0.004 ND 21
Asbestos MFL T 0.20 7 <0.20
Barium mg/L 1 0.1 2 ND ND
Beryllium ug/L 4 1 1 ND ND
Cadmium ug/L 5 1 0.04 ND ND
Chromium (Total) ug/L 50 10 ND ND
Cyanide ug/L 150 100 150 ND ND
Fluoride mg/L 2 0.1 1 ND ND
Lead ua/l 5 0.2 ND ND
Mercury ug/L 2 1 1.2 ND ND
Nickel pg/L 100 10 12 ND ND
Nitrate (as NO3) mg/L 45 2 45 23 ND-3.7 23
Nitrite (as N) mg/L 1 0.4 1 ND ND
Nitrate+Nitrite (as N) mg/L 10 0.4 10 ND ND
Perchlorate pg/l 6 4 6 ND ND
Selenium ngi/l 50 5 30 ND ND
Thallium ug/L 2 1 0.1 ND ND

VOLATILE ORGANIC CONTAMINANTS

Parameter Units MCL DLR PHG RESULTS

—— — Raw Influent (Source)
1,1, 1-Trichlorethane (1,1,1-TCA) ug/L 200 05 100 ND
1.1,2 2-Tetrachloroethane ug/L 1 0.5 0.1 ND
1,1,2-Trichloroethane (1,1,2-TCA) pg/l 5 0.5 0.3 ND
1,1-Dichloroethane (1,1-DCA) ug/l 5 05 3 ND
1,1-Dichloroethylene (1,1-DCE) ug/L 6 0.5 10 ND
1.2 4-Trichlorobenzene ugf/l 5 0.5 5 ND
1.2-Dichlorobenzene (o-DCB) ug/l 600 0.5 600 ND
1,2-Dichloroethane (1,2-DCA) ug/L 0.5 0.5 0.4 ND
1.2-Dichloropropane ug/L 5 0.5 0.5 ND
1,3-Dichloropropene (Total) ug/L 0.5 0.5 0.2 ND
1,4-Dichlorobenzene (p-DCB) ug/l 5 0.5 6 ND
Benzene ng/l 1 0.5 0.15 ND
Carbon tetrachloride ug/L 0.5 0.5 0.1 ND
cis-1,2-Dichloroethylene (c-1,2-DCE) ug/L 6 0.5 100 ND
Dichloromethane (Methylene Chloride) ug/L 5 0.5 4 ND
Ethylbenzene ug/L 300 0.5 300 ND
Methyl-tert-butyl ether (MTBE) ug/L 5 3 13 ND
Monochlorobenzene (Chlorobenzene) ug/L 70 0.5 200 ND
Styrene g/l 100 0.5 0.5 ND
Tetrachloroethylene (PCE) ng/L 5 0.5 0.06 ND
Toluene ug/L 150 0.5 150 ND
trans-1,2-Dichloroethylene (t-1,2-DCE) ug/L 10 0.5 60 ND
Trichloroethylene (TCE) ug/L 5 0.5 1.7 ND
Trichlorofluromethane (Freon11) ug/l 150 5 700 ND
Trichlorotrifluoroethane (Freon 113) pg/L 1200 10 4000 ND
Vinyl Chloride (VC) ug/L 0.5 0.5 0.05 ND
Xylenes (Total) Ha/L 1750 0.5 1800 ND

Page 1 0of 3



Parameter
Dioxin
Diguat
Endothall

Parameter
Aluminum
Calcium
Chloride
Color
Copper
Foaming Agents (MBAS)
Hardness (Total) as CaCO3
Iron
Magnesium
Manganese
Odor @ 60 C
pH
Potassium
Silver
Sodium
Specific Conductance
Sulfate
Thiobencarb (Bolero)
Total Dissolved Solids
Turbidity
Zinc
Total Alkalinity (as CaCO3)
Bicarbonate Alkalinity(HCO3)
Carbonate Alkalinity
Hydroxide Alkalinity

Type of

Antelope Valley-East Kern Water Agency

2012 Annual Water Quality Report - Kern County System

Units

pa/L
ug/L
pg/L

SYNTHETIC ORGANIC CHEMICALS

MCL

30
20
100

DLR (DL

5.00
4
45

PHG

0.05
15
580

GENERAL PHYSICAL AND SECONDARY STANDARDS

Units
ualL
mag/L
mg/L
Units
na/L
mg/L
mag/L
ug/L
mg/L
ug/L
Units
Units
mg/L
ng/L
mg/L
pumhos
mg/L
uglL
mg/L
Units
mg/L
mg/L
mg/L
mg/L
ma/L

MCL
200
no standard
250
15
1000
0.5
no standard
300
no standard
50
3
no standard
no standard
100
no standard
a00
250
1
500
]
5.0
no standard
no standard
no standard
no standard

DLR
50

50

100

10

0.5

0.050

Range
ND

<5

<1

6.2-8.0

0.01-0.12

DISINFECTION RESIDUAL, PRECURSORS, and BYPRODUCTS

Eamilste Parameter
Distribution Chlorine (as total CI2)

Treated Water  Total Organic Carbon (TOC)
Source Water  Total Organic Carbon (TOC)
Distribution Total Trihalomethanes
Distribution Total Haloacetic Acids (5)

Treated Water Bromate

** Running Annual Average of distribution system samples. The MCLs are based upon Running Annual Averages.

Units

ma/L
mg/L
mg/L
Ha/L
Hg/L
ng/L

MCL/MRDL
4.0

Treatment Requirement
Treatment Requirement

BO**
60"

10°

DLR

0.3

0.3

05
1

RESULTS
Raw Influent (Source)
ND
ND
ND
RESULTS
Plant Effluent (CWR) Raw Influent (Source)
Average Range Average
ND ND
18.6 17.4
94 91
<5
ND ND
ND ND
102 96
ND ND
13.5 12.9
ND ND
<1
6.8 7.0-9.0 7.9
3.0 2.8
ND ND
60 56
530 306 - 654 471
52 30
ND ND
280 270
0.03
1.100 ND
63 63-88 76
77
ND
ND
MRDLG RESULTS
Range  Average
4 0.02-1.86 0.88
1.1-2.0 1.5
1.5-3.1 2.4
22-43 5#
51-7.9 6.5#
ND-11 59

5

# This average is a system-wide value, please see the attached summaries for site specific averages.
" Compliance is based on the running annual average computed gquarterly, of monthly samples, collected at the entrance to the

distribution system.
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Antelope Valley-East Kern Water Agency
2012 Annual Water Quality Report - Kern County System

DEFINITIONS and FOOTNOTES:

Plant Effluent, CWR, is finished, treated drinking water.

Raw Water is the Source Water, the California Aqueduct, prior to treatment.

Units : mg/L = milligrams per liter, parts per million (ppm)
pg/L = micrograms per liter, parts per billion (ppb)

Pg/L = picograms per liter, parts per quadrillion (ppa)

pmhos = micromhos, a measure of specific conductance

MFL = million fibers per liter

pCilL = pico Curies per liter

< = less than

> = greater than

ND = none detected above the DLR

NTU = nephelometric turbidity unit is a measure of the clarity of water. Turbidity in excess of 5 NTU is just
noticeable to the average person.

MCL: Maximum Contaminant Level. The highest level of a contaminant that is allowed in drinking water. MCLs are set by the
US Environmental Protection Agency or the California Department of Public Health as close to the PHGs and MCLGs
as is economically or technologically feasible.

MRDL: Maximum Residual Disinfectant Level. The level of a disinfectant added for water treatment that may not be
be exceeded at the consumer's tap.

DLR: Detection Limit for purposes of Reporting.

(DL): Detection limit determined by the Laboratory when no DLR has been established.

MCLG: The level of a contaminant in drinking water below which there is no known or expected risk to health.

MCLGs are set by the U.S. Environmental Protection Agency.

MRDLG: Maximum Residual Disinfectant Level Goal. The level of a disinfectant added for water treatment below which
there is no known or expected risk to health. MRDLGs are set by the US Environmental Protection Agency.

PHG: Public Health Goal: The level of a contaminant in drinking water below which there is no known or expected risk
to health. PHGs are set by the California Office of Environmental Health Hazard Assessment.

Primary Drinking Water Standard: Primary MCLs, specific treatment technigues adopted in lieu of primary
MCLs, and monitoring and reporting requirements for MCLs that are specified in regulations.

Secondary Standards: Aesthetic standards established by the California Department of Public Health.

AL: Action Level. There is no MCL, if this level is exceeded, action is required by the Califronia Department of Public Health.

# This average is a system-wide value, please see the attached summary for site specific averages.

“* Total Trihalomethanes and Haloacetic Acids(5) MCLs an annual running average of distribution system samples.

*** A corrosion inhibitor is added to the treated water before entry into the distribution system

All analyses performed by the ELAP certified laboratories: AVEK Water Agency, Weck Analytical Laboratories, or Weck subcontract lab.
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ROSAMOND WATER TREATMENT PLANT

Distribution System & Disinfection Byproducts
Finished Drinking Water
Monitoring Results



ajeqg

___ane

‘SjusWWOoN

Ve C —— 5 xelog| ¢
27 < i — aav %ﬁ%w c
‘'say anelopy| z
: BUAIS dSOY| |
uonesoT ajdwesg ajg
‘Mojaq ajqe)} ay} ul suoleoo| ajdwes ay) Ajuap)
14 14 14 4 4 14 ¥ 14 ¥ ¥ ¥ 4 ¥ 14 i 4 ¥ 4 14 14 usye] sejdwegs jo jaquiny
] ON ] ON ] ON [] ON D ON D ON _H_ ON ] ON D ON D ON ] ON D ON ] ON ] ON D ON ] ON B?On ¥o8ya)
SaA _H SSA E SaA H SaA H SaA H SoA n SaA H SaA H SaA H SaA H saA H SaA H SaA H saA H SaA H sa ) mumﬂ_cmww wwme
Gt Ge (B o€ A Gt o Ly (84 GEg 44 €8 £5 29 09 68 66 09 19 G'b9 abeiany |enuuy Buiuuny
4% v 1584 2e GE €2 ov 62 0S (A4 44 o€ T4 0L 8 62 19 9 €8 62 abelany Auapenp
cs 6t LS =15 8¢ €t 14 44 89 181 SG Ge 4% 68 (]33 or 0. 28 6 13 ¥ 89S
0s ¥9 Sc 8¢ 84 8z =14 o€ 65 8 (45) vE 0 18 86 GE 89 Vi 0oL LE £ 9IS
Bz Ze 8¢ LL L zT L€ sz 8y L€ o¥ 8z ze g9 L8 oe 8S 19 8. oe 2 &g
Gl <l zz 8'9 62 G6 e 8l 52 i 8c e Sl v 25 L 9 L 85 ve ST
0zrzL 0cre LZ/9 SHE | SLzL | sue S1/9 LL/E JoligL | 96 L9 8LIE | LLIZL | LL/6 81/9 6L/E | SL2ZL | BLE 6L/9 Ske |:(s1ep/yiuow) ajeq sjdweg
40 Wy | 14D pie |80 puz [ a0 st | a0 Wy [ B0 e [ 50 puz [ 5018} | A0 Wv | 40 it | 10 puz A03sL | R0 Wy | D pig | 10 puz [ B0 ISt [ a0 we | 4D pie [0 puz | aost [aepenp
[44or4 LLog 0L0¢ 6002 8002 JBaA
|||_.ﬂ¢||| Jspenp zZLoz Jeap €500L51 UON weisis Aouaby 191ep WISY IseT-AB||EA 2dojajUY ‘BweN walsAg

WieaH 21jgnd Jo Juawpedaq

(qdd 10 /61 uy) soueldwoy sjanposdAg uonaayuisiqg Joj yoday WHLL Apapenp

weiboug 1apepn Burjuuq
BlLIOMED JO 3lE1S



'SJUBLIWOYD

aleq
m\ﬁ.\\_.l < 1\Ir11;u\w.A xeiog| ¥
e gdv splemp3| ¢
\ 'say anelopy| z
BLSIS dSDH| L
uofjeooT sjdwesg alg
'mojeq ejqe} ay} ur suoneoo| ajdwies ay) Ayjusp|
14 14 14 2 ¥ 4 ¥ t t 4 b4 t 14 14 14 4 14 t 14 ¥ us)e| sejdwes Jo taquiny
m ON D ON D ON D ON D ON D ON D ON D ON D ON D ON D ON D ON D ON D ON _lll_ ON D ON DAKOQ ¥o8yo)
m S9A m_ Sah H san H SaA H SA H SaA H SeA H SoA H SaA H SaA SaA H SaA H Sa A H SaA I Sa A H SaA E._..Nﬁcmﬁw m-mm_\d
L8 9'g SZL GEL IR 4% S'LL 6vl gEl L'yl vl 26l ocl oLt ¥'oL €0l 4} L'EL wmm._m.;( [enuuy m_..._:::m
b4 L'S 0oL 201 9'g 8'02 L'l 8¢l S’z A 8'61L 8Lz G'L 8L 601 9€lL £ abesany Auapenp
658 €4 L'6 €l 8'6 L2 Ll ] le Ll 96 ve 9z oL €l St 9L 9g ¥ g
06 29 14 i 0l T4 Ll Si 9¢ oL = £g 9z 0l vl €l 9l 9¢ € 8lS
09 L'y 7’6 bi 9L 6L gl gl 8l Vil 69 oc 4 S'9 LE ok €l §'s ¢ oS
L 4 A 04 Sy 99 el 7’6 b =1 6'S £9 Zl 14" 6¢ 1'6 'S 0L 9v L |S
0c/zL | oe/e 1Z/9 SLE JSLEL | Sie SL/9 LUE | 9L/i2L | 9B LL/9 8L/E | Ll | Lue 81/9 6L/E | SL/2L | 8B 61/9 oz/e  (s1ep/yuow) ajeq sjdwesg
10 @ | mopue [00 puz [ 50 IsL |00 Wy | 10 pie |10 puz | w0 s 50 e SO pie | N0 puz | B0 st | A0 Wy | 4D PIE [ 1D PUZ | BOISL | B0 We | A0 PiE | w0 Puz | no et Jspenp
Z102 LL0Z 0102 6002 8002 | ECEN
T Gr usuenp Zi0z JBaA £500151 “ON WwoysAg AousBy Is1EM IeY 1seg-Aajiep sdofeily

‘BwepN wajsAg

UileaH dyand jo juswpedag

(qdd 10 /61 uy) ssuendwon sjonpoudAg uonoayuisiq 105 poday SYWVH Apapuenp

weibold jayepm Buuug
ElLIOjED l0 3)e1g



“Japenb jey)
#0 pus auy) e soue||dwios Jo N0 s Wa)SAS Bu) Uay) ‘piepue)s aU} paaoxa 0} WalsAs jey; jo abesane
Ienuue Bujuuni sy asnes jm abesane sJapenb [enpiaipul Aue ‘Buuonuow jo seak 1suy sy Buunp ‘.

c0/8zie

ajeq
e SG Sy
mn\ .Y\\ .
llonasay |19 Jes|D puowesoy| |
‘sjuswiwon uoneoo sjdwes a)s
‘Mojaq 8|qe) 8y} ul suoneao)| sjdwes ayj Ajpusp|
m ON _H_ ON 1 ON - OoN (xoq yo8yo)
r | sap [7] sep EEDN [r] saA +LPJEPUBLS s1oajy
e | 1 ﬂ 95 Hr Yy 8t = .— abesaAy [enuuy m_.__::...m_
£S L'E 8 1'g 2L 6'6 9L (V4 (54 vE vy S (A 3% €S G> (% 4 €e g0 { Y0 | sjewloig - | slS
abesaay | ZL/zk | wisLk | OL/oL | eBeseay | 216 | 6/8 | LhiL | obeseaw | €49 | 655 | oup abeioay | 6/E 6z | zit | our | Ore fopuz oSt | (e1ep/yuow) sjeq siduwes
Ausuenp Apapenty Auapenp Apapyenp 1 i
N[O Wy 110 pIE 1D pug 40 181 1402
Uiy Jlayenp zZLoZ esp £5001G1 ON walshg Aousby isjepp WiB) iseT-Asjlep adojeluy Bwep wa)sAs

LHES- Jand Jo uswpedag

(qdd 10 /611 u1) esueydwoy syonpoidAg uonossusiq Joj poday sjewo.g Alauenpd

weifioid Jjepepn Bujuug
Eluioye]) jo =iels



1/9/02

State of California
Drinking Water Program

Department of Health Services

Quarterly Report for Disinfectant Residuals Compliance
For Systems Using Chlorine or Chloramines

System Name:  Antelope Valley-East Kern Water Agency System No - 1510053
Calendar Year: 2012 Quarter:  4th
1st Quarter 2nd Quarter
Monthly Ave. Monthly Ave.
Month Number of Chlorine Level Month Numberof Chiorine Level
Samples Taken Samples Taken
(mg/L) mg/L
April 0.90 July 0.96
Ma 0.84 5 [August 1.00
_[June 0.84 3 |September 0.93
& [Jul 0.96 % |October 0.95
§ August 1.00 * |November 0.83
£ |September 0.93 December 0.77
October 0.95 January 0.81
November 0.83 5 |February 0.77
December 0.77 £ [March 0.82
g [January 88 0.81 £ [April 82 0.89
E February 81 077 |° [May 96 1.09
3 |March 83 0.82 June 82 1.01
Running Annual Average (RAA). 087] [Running Annual Average (RAA). 0.90
Meets standard? YES Meets standard? YES
J(i.e. RAA < MRDL of 4.0 mg/L as Cl2) (i.e. RAA < MRDL of 4.0 mg/L as CI2)
3rd Quarter 4th Quarter
Monthly Ave. Monthly Ave.
Month Sa::?;l;e'lt:lzen Chlorine Level Month 831:1:::.\2&';::% Chlorine Level
(mg/L) (mg/L)
= |October 0.95 January 0.81
2 [November 0.83 February 0.77
< |December 0.77 March 0.82
Janua 0.81 April 0.89}
Februa 0.77 « [May 1.09
March 0.82] |=[June 1.01
£ [April 085] £ [July 0.83
B Ma 1.09 August 0.83
a |June 1.01 September 0.79
Jul 96 0.83 October 96 0.88
| August 84 0.83 November 82 0.87
September 82 0.79 December 83 0.92
Running Annual Average (RAA): 0.87 Running Annual Average (RAA). 0.88
Meets standard? YES lMeets standard? YES
(i.e. RAA < MRDL of 4.0 mg/L as Cl2) (i.e. RAA < MRDL of 4.0 mg/L as Cl2)
Comments:
(
e < =] — 3
S y Date: /% /4

Signature: “#ﬁ "

=



Weck Laboratories, Inc.

Antelope Valley East Kern Water Agency
6500 West Avenue N
Palmdale CA, 93551

Sampled: 03/15/12 10:50

Analytical Laboratory

Date Received:
Date Reported:

2C16011-05 RCSD
Sampled By: Client

HAAs by EPA 552.2

vice - Since 1964

03/16/12 09:30
04/03/12 10:25

Matrix: \Water

Method: EPA 552.2 Batch: W2C0746 Prepared: 03/19/12 08:43 Analyst: al
Analyte Result MDL MRL Units Dil Analyzed Qualifier
Dibromoacetic acid (dbaa) 2.2 0.13 1.0 ug/| 1 03/20/12 09:38

Dichloroacetic acid (dcaa) ND 041 1.0 ug/| 1 03/20/12 09:38

HAAS, Total 2.2 1.0 ug/| 1 03/20/12 09:38

Monobromoacetic acid (mbaa) ND 0.21 1.0 ug/l 1 03/20/112 09:38

Monochloroacetic acid (mcaa) ND 0.32 2.0 ug/l 1 03/20/12 09:38

Trichloroacetic acid (tcaa) ND 0.22 1.0 ug/| 1 03/20/12 09:38

Surr: 2,3-Dibromopropionic acid 85 % Conc:8.51 70-130 %

Volatile Organic Compounds by EPA Method 524.2

Method: EPA 524.2 Batch: W2C0914 Prepared: 03/21/12 12:59 Analyst: hmc
Analyte Result MDL MRL Units Dil Analyzed Qualifier
Bromodichloromethane 0.85 0.090 0.50 ug/l 1 03/22112 15:30

Bromoform 2.7 0.19 0.50 ug/l 1 03/22112 15:30

Chloroform ND 0.12 0.50 ug/l 1 03/22112 15:30
Dibromochloromethane 3.2 0.20 0.50 ug/l 1 03/22/12 15:30

THMs, Total 6.8 0.50 ug/l 1 03/22112 15:30

Surr: 1,2-Dichlorobenzene-d4 87 % Conc:8.68 70-130 %

Surr: 4-Bromofiuorobenzene 86 % Conc:8.60 70-130 %
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Weck Labora

Date Received:
Date Reported:

Antelope Valley East Kern Water Agency
6500 West Avenue N
Palmdale CA, 93551

2C16011-06 MTF

Sampled: 03/15/12 10:30 Sampled By: Client

HAAs by EPA 552.2

Analytical Laboratory

tories, Inc.

ViCE Since 1964

03/16/12 09:30
04/03/12 10:25

Matrix: Water

Method: EPA 552.2 Batch: W2C0746 Prepared: 03/19/12 08:43 Analyst: al
Analyte Result MDL MRL Units Dil Analyzed Qualifier
Dibromoacetic acid (dbaa) 4.7 0.13 1.0 ug/l 1 03/20/12 10:05

Dichloroacetic acid (dcaa) ND 0.41 1.0 ug/| 1 03/20/12 10:05

HAAS, Total 4.7 1.0 ug/| 1 03/20/12 10:05

Monobromoacetic acid (mbaa) ND 0.21 1.0 ugfl 1 03/20/12 10:05

Monochloroacetic acid (mcaa) ND 0.32 2.0 ug/l 1 03/20/12 10:05

Trichloroacetic acid (tcaa) ND 0.22 1.0 ug/l 1 03/2012 10:05

Surr: 2,3-Dibromopropionic acid 94 % Conc:9.43 70-130 %

Volatile Organic Compounds by EPA Method 524.2

Method: EPA 524 .2 Batch: W2C0914 Prepared: 03/21/12 12:59 Analyst: hme
Analyte Result MDL MRL Units Dil Analyzed Qualifier
Bromodichloromethane 2.3 0.090 0.50 ug/l 1 03/22112 16:10

Bromoform 6.1 0.19 0.50 ug/l 1 03/22112 16:10

Chloroform ND 0.12 0.50 ug/l 1 03/22/12 16:10
Dibromochloromethane 8.2 0.20 0.50 ug/l 1 03/22112 16:10

THMs, Total 17 0.50 ug/l 1 03/22112 16:10

Surr: 1,2-Dichlorobenzene-d4 82 % Conc:8.25 70-130 %

Surr; 4-Bromofluorobenzene 81 % Conc:8.14 70-130 %
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| “I Weck Laboratories, Inc.

S ek Al L Analytical Labaratary Service - Since 1964

Antelope Valley East Kern Water Agency Date Received: 03/16/12 09:30
6500 West Avenue N Date Reported: 04/03/12 10:25
Palmdale CA, 93551

2C16011-07 EAFB
Sampled: 03/15/12 07:48 Sampled By: Client Matrix: Water

HAAs by EPA 552.2

Method: EPA 552.2 Batch: W2C0800 Prepared: 03/20/12 08:31 Analyst: al
Analyte Result MDL MRL Units Dil Analyzed Qualifier
Dibromoacetic acid (dbaa) 6.2 0.13 1.0 ug/! 1 03/29/12 13:40
Dichloroacetic acid (dcaa) ND 0.41 1.0 ug/| 1 03/29/12 13:40
HAAS, Total 6.2 1.0 ug/l 1 03/29/12 13:40
Monobromoacetic acid (mbaa) ND 0.21 1.0 ug/| 1 03/29/12 13:40
Monochloroacetic acid (mcaa) ND 0.32 2.0 ug/l 1 03/29/12 13:40
Trichloroacetic acid (tcaa) ND 0.22 1.0 ug/l 1 03/29/12 13:40
Surr: 2,3-Dibromopropionic acid 98 % Conc:9.81 70-130 %

Volatile Organic Compounds by EPA Method 524.2

Method: EPA 524 .2 Batch: W2C0914 Prepared: 03/21/12 12:59 Analyst: hme
Analyte Result MDL MRL Units Dil Analyzed Qualifier
Bromodichloromethane 3.8 0.090 0.50 ug/l 1 03/22/12 16:50

Bromoform 1 0.18 0.50 ug/l 1 03/22/12 16:50

Chloroform ND 0.12 0.50 ugll 1 03/22/12 16:50
Dibromochloromethane 13 0.20 0.50 ug/l 1 03/22/12 16:50

THMs, Total 28 0.50 ug/l 1 03/22/12 16:50

Surr: 1,2-Dichlorobenzene-d4 98 % Conc:9.75 70-130 %

Surr: 4-Bromofluorobenzene 98 % Conc:9.77 70-130 %
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Weck Labor

atories, Inc.

Antelope Valley East Kern Water Agency

6500 West Avenue N
Palmdale CA, 93551

Sampled: 03/15/12 08:35

2C16011-08 Borax
Sampled By: Client

HAAs by EPA 552.2

Analytical Laboratary Servi

Date Received:
Date Reported:

s Since 1664

03/16/12 09:30
04/03/12 10:25

Matrix: Water

Method: EPA 552.2 Batch: W2C0800 Prepared: 03/20/12 08:31 Analyst: al
Analyte Result MDL MRL Units Dil Analyzed Qualifier
Dibromoacetic acid (dbaa) 7.3 0.13 1.0 ug/l 1 03/29/12 14:06

Dichloroacetic acid (dcaa) ND 0.41 1.0 ugll 1 03/29/12 14.06

HAAS, Total 7.3 1.0 ugll 1 03/29/12 14:06

Monobromoacetic acid (mbaa) ND 0.21 1.0 ug/l 1 03/29/12 14:06

Monochloroacetic acid (mcaa) ND 0.32 2.0 ug/l 1 03/29M12 14:06

Trichloroacetic acid (tcaa) ND 0.22 1.0 ug/| 1 03/29/12 14:.06

Surr: 2,3-Dibromopropionic acid 106 % Conc:10.6 70-130 Y

Volatile Organic Compounds by EPA Method 524.2

Method: EPA 524.2 Batch: W2C0914 Prepared: 03/21/12 12:59 Analyst: hme
Analyte Result MDL MRL Units Dil Analyzed Qualifier
Bromodichloromethane 48 0.090 0.50 ug/l 1 03/2211217:29

Bromoform 13 0.19 0.50 ug/l 1 03/2211217:29

Chloroform ND 012 0.50 ug/l 1 03/2211217:29
Dibromochloromethane 17 0.20 0.50 ug/l 1 03/2211217:29

THMSs, Total 35 0.50 ugll 1 03/2211217:29

Surr: 1,2-Dichlorobenzene-d4 100 % Conc:10.0 70-130 %

Surr: 4-Bromofluorobenzene 94 % Conc:9.44 70-130 %
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Weck Laboratories, Inc.

LA LR RA LLERRLA]

Antelope Valley East Kern Water Agency
6500 West Avenue N

Analytical Laborator

Date Received:

y Service

Since 1964

06/22/12 09:05
06/28/12 14.38

Date Reported:
Palmdale CA, 93551

2F22045-01 RCSD

Sampled By: M.Thompson Matrix: Water

Sampled: 06/21/12 07:00

HAAs by EPA 552.2

Method: EPA 552.2 Batch: W2F 1045 Prepared: 06/26/12 08:26 Analyst: bma
Analyte Result MRL Units Dil Analyzed Qualifier
Dibromoacetic acid (dbaa) 4.4 1.0 ug/l 1 06/271217:29

Dichloroacetic acid (dcaa) ND 1.0 ug/! 1 06/2711217:29

HAAS, Total 4.4 1.0 ug/l 1 06/27M1217:29

Monobromoacetic acid (mbaa) ND 1.0 ug/l 1 06/27M1217:29

Monochloroacetic acid (mcaa) ND 2.0 ug/l 1 06/271217:29

Trichloroacetic acid (tcaa) ND 1.0 ug/l 1 06/271217:29

Surr: 2,3-Dibromopropionic acid 105 % Conc:10.5 70-130 %

Volatile Organic Compounds by EPA Method 524.2

Method: EPA 524.2 Batch: W2F0942 Prepared: 06/22/12 12:00 Analyst: mdt
Analyte Result MRL Units Dil Analyzed Qualifier
Bromodichloromethane 2.4 0.50 ug/l 1 06/22/1218:11

Bromoform 9.5 0.50 ug/l 1 06/22/12 18:11

Chloroform ND 0.50 ug/l 1 06/22112 18:11
Dibromochloromethane 10 0.50 ug/| 1 06/22112 18:11

THMs, Total 22 0.50 ug/l 1 06/22/12 18:11

Surr: 1,2-Dichlorobenzene-d4 82 % Conc:8.24 70-130 %

Surr; 4-Bromofiuorobenzene 84 % Conc:8.36 70-130 %

Page 3 of 10



Wh

Weck Laboratories, Inc.

Antelope Valley East Kern Water Agency
6500 West Avenue N
Palmdale CA, 93551

Sampled: 06/21/12 07:38

Analytical L

Date Received:
Date Reported:

2F22045-02 MTF
Sampled By: M.Thompson

HAAs by EPA 552.2

aboratory Service

Since 1964

06/22/12 09:05
06/28/12 14:38

Matrix: Water

Method: EPA 552.2 Batch: W2F 1045 Prepared: 06/26/12 08:26 Analyst: bma
Analyte Result MRL Units Dil Analyzed Qualifier
Dibromoacetic acid (dbaa) 6.0 1.0 ug/| 1 06/27112 17.56

Dichloroacetic acid (dcaa) ND 1.0 ug/l 1 06/27112 17.56

HAAS, Total 6.0 1.0 ug/l 1 06/27/12 17:56

Monobromoacetic acid (mbaa) ND 1.0 ug/| 1 06/27/12 1756

Monochloroacetic acid (mcaa) ND 20 ug/l 1 06/27112 17:56

Trichloroacetic acid (tcaa) ND 1.0 ug/l 1 06/27112 17:56

Surr: 2,3-Dibromopropionic acid 104 % Conc:10.4 70-130 %

Volatile Organic Compounds by EPA Method 524.2

Method: EPA 524.2 Batch: W2F0942 Prepared: 06/22/12 12:00 Analyst: mdt
Analyte Result MRL Units Dil Analyzed Qualifier
Bromodichloromethane 53 0.50 ug/l 1 06/22/12 18:44

Bromoform 14 0.50 ug/l 1 08/22/11218:44

Chloroform 0.73 0.50 ugll 1 06/22/12 18:44
Dibromochloromethane 18 0.50 ug/l 1 06/22/12 18:44

THMs, Total 38 0.50 ugll 1 06/22/12 18:44

Surr: 1,2-Dichlorobenzene-d4 83 % Conc:8.31 70-130 %

Surr: 4-Bromofluorobenzene 87 % Conc:8.69 70-130 %
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WI || Weck Laboratories, Inc.

Analytical Laboratary W Since 1964

Antelope Valley East Kern Water Agency Date Received: 06/22/12 09:05
6500 West Avenue N Date Reported:  06/28/12 14:38
Palmdale CA, 93551

2F22045-03 EAFB
Sampled: 06/21/12 08:13 Sampled By: M.Thompson Matrix: Water

HAAs by EPA 552.2

Method: EPA 552.2 Batch: W2F 1045 Prepared: 06/26/12 08:26 Analyst: bma
Analyte Result MRL Units Dil Analyzed Qualifier
Dibromoacetic acid (dbaa) 7.2 1.0 ug/l 1 06/27/112 18:23
Dichloroacetic acid (dcaa) 1.8 1.0 ug/l 1 06/27/1218:23
HAAS, Total 9.0 1.0 ugll 1 06/27/12 18:23
Monobromoacetic acid (mbaa) ND 1.0 ug/l 1 06/27/12 18:23
Monochloroacetic acid (mcaa) ND 20 ug/l 1 06/27/12 18:23
Trichloroacetic acid (lcaa) ND 1.0 ugll 1 06/27/12 18:23
Surr: 2,3-Dibromopropionic acid 98 % Conc:9.78 70-130 %

Volatile Organic Compounds by EPA Method 524.2

Method: EPA 524.2 Batch: W2F0942 Prepared: 06/22/12 12:00 Analyst: mdt
Analyte Result MRL Units Dil Analyzed Qualifier
Bromodichloromethane 94 0.50 ug/! 1 06/22/12 19:18

Bromoform 19 0.50 ug/| 1 06/22/12 19:18

Chloroform 1.8 0.50 ug/l 1 06/22/12 19:18
Dibromochloromethane 25 0.50 ug/l 1 06/22/12 19:18

THMs, Total 55 0.50 ug/! 1 06/22/12 19:18

Surr: 1,2-Dichlorobenzene-d4 83 % Conc:8.26 70-130 %

Surr: 4-Bromofluorobenzene 88 % Conc:8.79 70-130 %

Page 5 of 10



Weck Laboratories, Inc.

Analytical Laboratory Service - Since 1

Antelope Valley East Kern Water Agency Date Received: 06/22/12 09:05
6500 West Avenue N Date Reported: 06/28/12 14:38
Palmdale CA, 93551

2F22045-04 Borax
Sampled: 06/21/12 08:37 Sampled By: M.Thompson Matrix: Water

HAAs by EPA 552.2

Method: EPA 552.2 Batch: W2F1045 Prepared: 06/26/12 08:26 Analyst: bma
Analyte Result MRL Units Dil Analyzed Qualifier
Dibromoacetic acid (dbaa) 7.0 1.0 ug/| 1 06/27/12 18:50
Dichloroacetic acid (dcaa) 1.8 1.0 ug/l 1 06/27/12 18:50
HAAS, Total 8.9 1.0 ugfl 1 06/27/12 18:50
Monobromoacetic acid (mbaa) ND 1.0 ug/| 1 06/2712 18:50
Monochloroacetic acid {(mcaa) ND 2.0 ug/| 1 06/27/12 18:50
Trichloroacetic acid (tcaa) ND 1.0 ug/l 1 06/27/12 18:50
Surr: 2,3-Dibromopropionic acid 86 % Conc:8.64 70-130 %

Volatile Organic Compounds by EPA Method 524.2

Method: EPA 524.2 Batch: W2F0942 Prepared: 06/22/12 12:00 Analyst: mdt
Analyte Result MRL Units Dil Analyzed Qualifier
Bromodichloromethane 9.8 0.50 ug/l 1 06/22/12 19:50

Bromoform 19 0.50 ug/l 1 06/22/12 19:50

Chloroform 1.9 0.50 ug/l 1 06/22/1219:50
Dibromochloromethane 26 0.50 ug/l 1 06/22/12 19:50

THMs, Total 57 0.50 ug/l 1 06/22/12 19:50

Surr: 1,2-Dichlorobenzene-d4 82 % Conc:8.25 70-130 %

Surr: 4-Bromofiuorobenzene 88 % Conc:8.75 70-130 %

Page 6 of 10



Antelope Valley East Kern Water Agency
6500 West Avenue N
Palmdale CA, 93551

Sampled: 09/20/12 06:18

2121018-01

RCSD
Sampled By: M.Thompson

HAAs by EPA 552.2

Weck Laboratories, Inc.

Analytical Labaratory e 1064

09/21/12 09:30
10/04/12 10:53

Date Received:
Date Reported:

Matrix: Water

Method: EPA 552.2 Batch: W210918 Prepared: 09/21/12 09:34 Analyst: bma
Analyte Result MRL Units Dil Analyzed Qualifier
Dibromoacetic acid (dbaa) 39 1.0 ugll 1 09/25/12 03:03

Dichloroacetic acid (dcaa) ND 1.0 ugll 1 09/25/12 03:03

HAAS, Total 39 1.0 ug/l 1 09/25/112 03:03

Monobromoacetic acid (mbaa) ND 1.0 ug/l 1 09/25/12 03:03

Monochloroacetic acid (mcaa) ND 20 ug/| 1 09/25/12 03:03

Trichloroacetic acid (tcaa) ND 1.0 ug/l 1 09/25/12 03:03

Surr: 2,3-Dibromopropionic acid 100 % Conc:10.0 70-130 Yo

Volatile Organic Compounds by EPA Method 524.2

Method: EPA 524.2 Batch: W210931 Prepared: 09/21/12 12:54 Analyst: hme
Analyte Result MRL Units Dil Analyzed Qualifier
Bromodichloromethane 0.85 0.50 ug/l 1 09/21/12 18:55

Bromoform 6.8 0.50 ug/l 1 09/2112 18:55

Chloroform ND 0.50 ug/l 1 09/21/1218:55
Dibromochloromethane 57 0.50 ug/| 1 09/21/12 18:55

THMs, Total 13 0.50 ug/| 1 09/2112 18:55

Surr: 1,2-Dichlorobenzene-d4 94 % Conc:9.36 70-130 %

Surr: 4-Bromofluorobenzene 102 % Conc:10.2 70-130 %o

Page 3 of 10



Weck

Antelope Valley East Kern Water Agency
6500 West Avenue N
Palmdale CA, 93551

Sampled: 09/20/12 06:58

2121018-02
Sampled By: M.Thompson

MTF

HAAs by EPA 5§52.2

Laboratories, Inc.

Analytical Labaratary VIC e 19564

Date Received: 09/21/12 09:30
Date Reported: 10/04/12 10:53

Matrix: Water

Method: EPA 552.2 Batch: W210918 Prepared: 09/21/12 09:34 Analyst: bma
Analyte Result MRL Units Dil Analyzed Qualifier
Dibromoacetic acid (dbaa) 6.8 1.0 ug/l 1 09/25/12 03:30

Dichloroacetic acid (dcaa) ND 1.0 ugll 1 09/25/12 03:30

HAAS, Total 6.8 1.0 ug/l 1 09/25/12 03:30

Monobromoacetic acid (mbaa) ND 1.0 ug/l 1 09/25/12 03:30

Monochloroacetic acid (mcaa) ND 2.0 ugll 1 09/25/12 03:30

Trichloroacetic acid (tcaa) ND 1.0 ug/l 1 09/25/12 03:30

Surr: 2,3-Dibromopropionic acid 98 % Conc:9.75 70-130 %

Volatile Organic Compounds by EPA Method 524.2

Method: EPA 524.2 Batch: W210931 Prepared: 09/21/12 12:54 Analyst: hmc
Analyte Result MRL Units Dil Analyzed Qualifier
Bromodichloromethane 3.2 0.50 ugll 1 09/21/1219:29

Bromoform 15 0.50 ug/l 1 09/2112 19:29

Chloroform ND 0.50 ug/l 1 09/21/12 19:29
Dibromochloromethane 14 0.50 ug/l 1 09/211219:29

THMs, Total 32 0.50 ug/| 1 09/21/12 19:29

Surr: 1,2-Dichlorobenzene-d4 94 % Conc:9.37 70-130 %

Surr: 4-Bromofiuorobenzene 103 % Conc:10.3 70-130 %
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Antelope Valley East Kern Water Agency
6500 West Avenue N
Palmdale CA, 93551

Sampled: 09/24/12 10:40

2125021-01

EAFB

Sampled By: M.Thompson

HAAs by EPA 552.2

Weck Laboratories, Inc.

Analytical Labaratory Serv nce 1964

Date Received: 09/25/12 09:15
Date Reported: 101112 10:17

Matrix: \Water

Method: EPA 552.2 Batch: W2J0198 Prepared: 10/04/12 08:42 Analyst: bma
Analyte Result MRL Units Dil Analyzed Qualifier
Dibromoacetic acid (dbaa) 1" 1.0 ug/l 1 10/05M1217:28

Dichloroacetic acid (dcaa) ND 1.0 ug/l 1 10/05/12 17:28

HAAS, Total 1 1.0 ug/! 1 10/05M1217:28

Monobromoacetic acid (mbaa) ND 1.0 ug/l 1 10/05M1217:28

Monochloroacetic acid (mcaa) ND 20 ug/l 1 10/05M1217:28

Trichloroacetic acid (tcaa) ND 1.0 ug/l 1 10/05112 17:28

Surr: 2,3-Dibromopropionic acid 102 % Conc:10.2 70-130 %

Volatile Organic Compounds by EPA Method 524.2

Method: EPA 524.2 Batch: W2i11179 Prepared: 09/27/12 08:23 Analyst: hme
Analyte Result MRL Units Dil Analyzed Qualifier
Bromodichloromethane 6.2 0.50 ug/l 1 0927112 14:38

Bromoform 32 0.50 ug/l 1 09/2712 14:38

Chloroform ND 0.50 ug/| 1 09/27/12 14:38
Dibromochloromethane 26 0.50 ug/l 1 09/27/12 14:38

THMs, Total 64 0.50 ug/| 1 09/27112 14:38

Surr: 1,2-Dichlorobenzene-d4 76 % Conc:7.62 70-130 Y

Surr: 4-Bromofiuorobenzene 78 % Conc:7.77 70-130 %

Page 3 of 7



WI“_

LA R RR BRI

Antelope Valley East Kern Water Agency

cal Laborato

Weck Laboratories, In

Date Received:

C.

. 64
¥ o 1964

09/21/12 09:30

6500 West Avenue N Date Reported: 10/04/12 10:53
Palmdale CA, 93551
2121018-04 Borax
Sampled: 09/20/12 08:05 Sampled By: M.Thompson Matrix: Water
HAAs by EPA 552.2
Method: EPA 552.2 Batch: W210918 Prepared: 09/21/12 09:34 Analyst: bma
Analyte Result MRL Units Dil Analyzed Qualifier
Dibromoacetic acid (dbaa) 9.0 1.0 ug/| 1 09/25/12 03:57
Dichloroacetic acid (dcaa) 1.0 1.0 ug/l 1 09/25/12 03:57
HAAS, Total 10 1.0 ug/| 1 09/25/12 03:57
Monobromoacetic acid (mbaa) ND 1.0 ug/l 1 09/25/12 03:57
Monochloroacetic acid (mcaa) ND 2.0 ug/l 1 09/25/12 03:57
Trichloroacetic acid (tcaa) ND 1.0 ug/l 1 09/25/12 03:57
Surr: 2,3-Dibromopropionic acid 99 % Conc:9.88 70-130 %
Volatile Organic Compounds by EPA Method 524.2
Method: EPA 524 .2 Batch: W210931 Prepared: 09/21/12 12:54 Analyst: hme
Analyte Result MRL Units Dil Analyzed Qualifier
Bromodichloromethane 5.7 0.50 ug/l 1 09/21112 20:37
Bromoform 22 0.50 ug/l 1 09/2112 20:37
Chloroform ND 0.50 ug/l 1 09/21/12 20:37
Dibromochloromethane 21 0.50 ug/l 1 09/2112 20:37
THMs, Total 49 0.50 ug/l 1 09/21/12 20:37
Surr: 1,2-Dichlorobenzene-d4 93 % Conc:9.33 70-130 %
Surr: 4-Bromofluorobenzene 99 % Conc:9.93 70-130 %

Page 6 of 10



Weck Laboratories, Inc.

LA LRRRRRRRIRERLE] Analytical Labaratory Service - Sinice 1964
Antelope Valley East Kern Water Agency Date Received: 12/21/12 10:35
6500 West Avenue N Date Reported: ~ 01/02/13 09:28
Palmdale CA, 93551

21.21007-01 RCSD
Sampled: 12/20/12 07:40 Sampled By: M.Thompson Matrix: Water
HAAs by EPA 552.2

Method: EPA 552.2 Batch: W2L1073 Prepared: 12/24/12 09:02 Analyst: bma
Analyte Result MRL Units Dil Analyzed Qualifier
Dibromoacetic acid (dbaa) 2.7 1.0 ug/l 1 12/26/12 16:55
Dichloroacetic acid (dcaa) ND 1.0 ug/l 1 12/26/12 16:55
HAAS, Total 2.7 1.0 ugll 1 12/26/12 16:55
Meonobromoacetic acid (mbaa) ND 1.0 ug/l 1 12/26/12 16:55
Monochloroacetic acid (mcaa) ND 2.0 ug/l 1 12/26/12 16:55
Trichloroacetic acid (tcaa) ND 1.0 ug/l 1 12/26/12 16:55
Surr: 2,3-Dibromopropionic acid 96 % Conc:9.60 70-130 %

Volatile Organic Compounds by EPA Method 524.2

Method: EPA 524.2 Batch: W2L1070 Prepared: 12/24/12 08:19 Analyst: mdt
Analyte Result MRL Units Dil Analyzed Qualifier
Bromodichloromethane ND 0.50 ug/l 1 12/24/12 16:16

Bromoform 48 0.50 ug/| 1 12/24/112 16:16

Chloroform ND 0.50 ug/| 1 12/24/112 16:16
Dibromochloromethane 2.7 0.50 ug/l 1 12/24/12 16:16

THMs, Total 7.5 0.50 ug/l 1 12/24112 16:16

Surr: 1,2-Dichlorobenzene-d4 98 % Conc:9.75 70-130 %

Surr: 4-Bromofluorobenzene 97 % Conc:9.71 70-130 %

Page 3 of 10



Weck Labor

LA BLRAN] myynn

Antelope Valley East Kern Water Agency
6500 West Avenue N
Palmdale CA, 93551

Sampled: 12/20/12 08:12

2L.21007-02
Sampled By: M.Thompson

MTF

HAAs by EPA 552.2

Analytical Laboratary Servi

Date Received:
Date Reported:

atories, Inc.

ce - Since 1064

12/21/12 10:35
01/02/13 09:28

Matrix: Water

Method: EPA 552.2 Batch: W2L1073 Prepared: 12/24/12 09:02 Analyst: bma
Analyte Result MRL Units Dil Analyzed Qualifier
Dibromoacetic acid {dbaa) 5.2 1.0 ug/l 1 12/26M1217:22

Dichloroacetic acid (dcaa) ND 1.0 ug/l 1 12/26M12 17:22

HAAS, Total 5.2 1.0 ug/l 1 12/26M1217:22

Monobromoacetic acid (mbaa) ND 1.0 ug/l 1 12126112 17:22

Monochloroacetic acid (mcaa) ND 2.0 ug/l 1 12/26112 17:22

Trichloroacetic acid (tcaa) ND 1.0 ug/l 1 12/26112 17:22

Surr: 2,3-Dibromopropionic acid 98 % Conc:9.83 70-130 %

Volatile Organic Compounds by EPA Method 524.2

Method: EPA 524.2 Batch: W2L1070 Prepared: 12/24/12 08:19 Analyst: mdt
Analyte Result MRL Units Dil Analyzed Qualifier
Bromodichloromethane 2.1 0.50 ug/l 1 12/2411216:49

Bromoform 14 0.50 ug/l 1 12/24/12 16:49

Chloroform ND 0.50 ug/l 1 12/24/12 16:49
Dibromochloromethane 12 0.50 ug/l 1 12/24/12 16:49

THMs, Total 28 0.50 ug/l 1 12/24/12 16:49

Surr: 1,2-Dichlorobenzene-d4 98 % Conc:9.82 70-130 Y%

Surr: 4-Bromofluorobenzene 104 % Conc:10.4 70-130 %

Page 4 of 10



Antelope Valley East Kern Water Aaency

6500 West Avenue N
Palmdale CA, 93551

Sampled: 12/20/12 09:05

2L.21007-03

EAFB
Sampled By: M.Thompson

HAAs by EPA 552.2

Weck Labor

Analytical Laboratory Servic

Date Received:
Date Reported:

atories, Inc.

€ nce 1964

12/21112 10:35
01/02/13 09:28

Matrix: Water

Method: EPA 552.2 Batch: W2L1073 Prepared: 12/24/12 09:02 Analyst: bma
Analyte Result MRL Units Dil Analyzed Qualifier
Dibromoacetic acid (dbaa) 7.5 1.0 ug/l 1 12026112 17:49

Dichloroacetic acid (dcaa) ND 1.0 ug/l 1 12/26/1217:49

HAAS, Total 7.5 1.0 ug/l 1 12/26/1217:49

Monobromoacetic acid (mbaa) ND 1.0 ug/l 1 12/26/112 17:49

Monochloroacetic acid (mcaa) ND 20 ug/l 1 12/26M12 17:49

Trichloroacetic acid (tcaa) ND 1.0 ug/l 1 12/26/1217:49

Surr: 2,3-Dibromopropionic acid 88 % Conc:8.79 70-130 %

Volatile Organic Compounds by EPA Method 524.2

Method: EPA 524.2 Batch: W2L1070 Prepared: 12/24/12 08:19 Analyst: mdt
Analyte Result MRL Units Dil Analyzed Qualifier
Bromodichloromethane 4.7 0.50 ug/l 1 12/2411217:22

Bromoform 23 0.50 ugll 1 12/2412 17:22

Chloroform ND 0.50 ugll 1 12124112 17:22
Dibromochloromethane 22 0.50 ug/l 1 12/2411217:22

THMSs, Total 50 0.50 ug/l 1 12124112 17:22

Surr: 1,2-Dichlorobenzene-d4 98 % Conc:9.85 70-130 Yo

Surr: 4-Bromofiuorobenzene 109 % Conc:10.9 70-130 %

Page 5 of 10



Weck Laboratories, Inc.

ERER AN A { . 1064
g Analytical Laboratory Service - Since 1964

12/21/12 10:35
01/02/13 09:28

Date Received:
Date Reported:

Antelope Valley East Kern Water Agency
6500 West Avenue N
Palmdale CA, 93551

2L.21007-04
Sampled By: M.Thompson

Borax

Sampled: 12/20/12 09:26 Matrix: Water

HAAs by EPA 552.2

Method: EPA 552 2 Batch: W2L.1073 Prepared: 12/24/12 09:02 Analyst: bma
Analyte Result MRL Units Dil Analyzed Qualifier
Dibromoacetic acid (dbaa) 8.0 1.0 ug/| 1 12/26/12 18:16

Dichloroacetic acid (dcaa) ND 1.0 ug/l 1 12/26/12 18:16

HAAS, Total 8.0 1.0 ug/l 1 12/26/112 18:16

Monobromoacetic acid (mbaa) ND 1.0 ug/l 1 12/26/12 18:16

Monochloroacetic acid (mcaa) ND 2.0 ug/l 1 12/26/12 18:16

Trichloroacetic acid (tcaa) ND 1.0 ug/l 1 12/26/12 18:16

Surr: 2,3-Dibromopropionic acid 98 % Conc:9.80 70-130 %

Volatile Organic Compounds by EPA Method 524.2

Method: EPA 524.2 Batch: W2L1070 Prepared: 12/24/12 08:19 Analyst: mdt
Analyte Result MRL Units Dil Analyzed Qualifier
Bromodichloromethane 4.8 0.50 ug/l 1 12/24/12 17:55

Bromoform 24 0.50 ug/| 1 12/24/12 17:55

Chloroform ND 0.50 ug/l 1 12/24/112 17:55
Dibromochloromethane 23 0.50 ug/| 1 12/24/12 17:55

THMs, Total 52 0.50 ug/l 1 12124112 17:55

Surr: 1,2-Dichlorobenzene-d4 100 % Conc:9.97 70-130 %

Surr: 4-Bromofiluorobenzene 108 % Conc:10.8 70-130 %

Page & of 10



Weck Laborato

!!l

 ARLRRA] LARARLA]

Antelope Valley East Kern Water Agency

6500 West Avenue N
Palmdale CA, 93551

ReportID: 2A12023
Project ID: [none]

Analytical Laboratory Senvi

Date Received:
Date Reported:

e nee

ries, Inc.

o 1064

01/12/12 09:15
02/01/12 10:15

2A12023-02 RCWR
Sampled: 01/11/12 07:20 Sampled By: K.White Matrix: \Water
Anions by EPA Method 300.0/300.1/326
Method: EPA 3001 Batch: W2A1032 Prepared: 01/31/12 16:18 Analyzed: 01/31/12 17:30 Analyst: hml
Analyte Result MDL MRL Units Dilution Qualifier
Bromate ND 0.63 50 ug/l 1
Surr: Dichloroacetate 81 % Conc:403 90-115 % S-07

Page 4 of 7



Wl ||| |_ Weck Laboratories, Inc.

LA LA AR

Analytical Laboratory Service - Since 1964
Antelope Valley East Kern Water Agency Report ID:  2B10017 Date Received:  02/10/12 09:20
6500 West Avenue N Project ID: [none] Date Reported: 03/02/12 11:42
Palmdale CA, 93551

2B10017-02 RCWR
Sampled: 02/08/12 07:17 Sampled By: R.Rodriguez Matrix: Water
Anions by EPA Method 300.0/300.1/326

Method: EPA 326.0 Batch: W2C0031 Prepared: 02/29/12 11:00 Analyzed: 02/29/12 23.56 Analyst: mac
Analyte Result MDL MRL Units Dilution Qualifier
Bromate 53 0.25 0.50 ug/l 1

Surr: Dichloroacetate 95 % Conc:473 90-115 %

Page 4 of 7



Weck Laboratories, Inc.

Antelope Valley East Kern Water Agency
6500 West Avenue N
Palmdale CA, 93551

Sampled: 03/14/12 09:45

Method: EPA 326.0
Analyte

ReportID: 2C15013
ProjectID: [none]

2C15013-02 RCWR
Sampled By: R.Rodriguez

Anions by EPA Method 300.0/300.1/326
Batch: W2C 1069

Date Received:
Date Reported:

Prepared: 03/23/12 11:00
Dil Analyzed

srvice - Since 1064

Analytical Labaratary Se

03/15/12 09:15
03/27/12 12:29

Matrix: Water

Analyst: mac

Qualifier

Bromate
Surr: Dichloroacetate

Result MDL MRL
1" 0.25 0.50
101 % Conc:505 90-115

1 03/23/12 20:00

Page 4 of 8



EDT

GENERAL MINERAL & PHYSICAL & INORGANIC ANALYSIS (9/99)

Date of Report: 12/04/25 Sample ID No.051 i
Laboratory Signature Lab

Name: ANTELOPE VALLEY-EAST KERN WATER AGENCY Director: N ot s 2
Name of Sampler:Ray Rodriguez Employed By: AVER-Water geaty ———
Date/Time Sample Date/Time Sample Date AnaI?izs
Collected:12/04/10/0717 Received @ Lab:12/04/10/1130 Completed:12/04/11
System System

Name:ANTELOPE VALLEY E KERN WTR AGY F Number: 1510053

Name or Number of Sample Source:WATER TREATMENT PLANT - TREATED

***********-ﬁr***-!r***‘k******‘k*******‘k**-Jr-k***-k*******‘)r‘)(***************************‘k

* User ID: CYA Station Number: 1510053-002

* Date/Time of Sample: [12|04]10|0717]| Laboratory Code: 6080 *

¢ YY MM DD TTTT YY MM DD *

% Date Analysis completed: [12|04|11]| *

* Submitted by: Phone #: *

*:&'******************************')e‘k****-Jr‘)r*‘)f*****-k*')r*‘k**-.Jr-A—************************

PAGE 1 OF 1 ADDITIONAL ANALYSES

| MCL |REPORTING | CHEMICAL | ENTRY | ANALYSES| DLR|

| | UNITS | | # | RESULTS | |
10 ug/L Bromate (ug/L) A-027 | 4.48| 5.0

t+ Indicates Secondary Drinking Water Standards




EDT

GENERAL MINERAL & PHYSICAL & INORGANIC ANALYSIS (9/99)

Date of Report: 12/05/14 Sample ID No.071

Laboratory Signature Lab — —
Name: ANTELOPE VALLEY-EAST KERN WATER AGENCY Director: 4;;é"ﬁ B H}#rr*r——hj
Name of Sampler:Gary Hensley Employed By: AVEK“Wétgr/ﬁéency
Date/Time Sample Date/Time Sample Date Analyses
Collected:12/05/09/0718 Received @ Lab:12/05/09/1233 Completed:12/05/10
System System

Name:ANTELOPE VALLEY E KERN WTR AGY F Number: 1510053

Name or Number of Sample Source:WATER TREATMENT PLANT - TREATED

e i

* User ID: CYA Station Number: 1510053-002

* Date/Time of Sample: [12|05/09|0718| Laboratory Code: 6080 *

* YY MM DD TTTT YY MM DD *

* Date Analysis completed: [12]05110| *

*  Submitted by: Phone #: *

B e e e T R e R e R e s

PAGE 1 OF 1 ADDITIONAL ANALYSES

| MCL |REPORTING| CHEMICAL | ENTRY | ANALYSES| DLR|

| | UNITS | | # | RESULTS| |
10 ug/L Bromate (ug/L) a-027 | 4.38] 5.0

+ Indicates Secondary Drinking Water Standards




EDT

GENERAL MINERAL & PHYSICAL & INORGANIC ANALYSIS (9/99)

Date of Report: 12/06/19 Sample ID No.098 (
Laboratory Signature Lab X
Name: ANTELOPE VALLEY-EAST KERN WATER AGENCY Director: - el )
Name of Sampler:Ray Rodriguez Employed By: AVEK Water %geﬁ/} e
Date/Time Sample Date/Time Sample Date Analyses
Collected: 12/06/13/0837 Received @ Lab:12/06/13/1100 Completed:12/06/13
System System

Name :ANTELOPE VALLEY E KERN WTR AGY F Number: 1510053

Name or Number of Sample Source:WATER TREATMENT PLANT - TREATED

koo ke ke kok ok ok ok ok kdkok ko sk ke ok ik vk vk ok ok ok sk sk etk sk kb sk ke ke e s sk ok ke ke sk sk sk ke ok vk sk sk ok sk gk sk otk ok e ok ok b ok e b ke s sk ke e ke gk e ok e e e ke

* User ID: CYA Station Number: 1510053-002 #
* Date/Time of Sample: |12|06]13]|0837| Laboratory Code: 6080 *
* YY MM DD TTTT YY MM DD *
¥ Date Analysis completed: [12|06[13| *
*  Submitted by: Phone #: *
E e T e R R e R R R T T T I R T T S T
PAGE 1 OF 1 ADDITIONAL ANALYSES
| MCL |REPORTING | CHEMICAL | ENTRY | ANALYSES| DLR|
| | UNITS | | # | RESULTS | |
10 ug/L Bromate (ug/L) A-027 | 3.41] 5.0

+ Indicates Secondary Drinking Water Standards




EDT

GENERAL MINERAL & PHYSICAL & INORGANIC ANALYSIS (9/99)

Date of Report: 12/07/26 Sample ID No.ll1l

Laboratory Signature Lab — . -
Name: ANTELOPE VALLEY-EAST KERN WATER AGENCY Director: — ;;wibﬁuf_ e
Name of Sampler:Ray Rodriguez Employed By: AVEK Water Agéncy——
Date/Time Sample Date/Time Sample Date Analyses
Collected:12/07/11/0818 Received @ Lab:12/07/11/1132 Completed:12/07/11
System System

Name:ANTELOPE VALLEY E KERN WTR AGY F Number: 1510053

Name or Number of Sample Source:WATER TREATMENT PLANT - TREATED

dAkhkhkhkhdhkhhkbkdhhhrhkhdhhhhhhhkhkhhhhhdhkbhbhbdhbdbhhbhhkhkkhkhkhdrhhhhhhhkhhbhkhbhdhrhkhkhbhhhbhdhhkhbhbhhhhkhkkd

* User ID: CYA Station Number: 1510053-002

* Date/Time of Sample: |12|0711)0818| Laboratory Code: 6080 *

* YY MM DD TTTT YY MM DD *

" Date Analysis completed: [12|07[11] *

* Submitted by: Phone #: *

E e T T e e e e LR R I T I L R o S R o T R T S e R R T T e e R R e L R T T

PAGE 1 OF 1 ADDITIONAL ANALYSES

| MCL |REPORTING | CHEMICAL |ENTRY | ANALYSES| DLR]|

| | UNITS | | # | RESULTS | |
10 ug/L Bromate (ug/L) A-027 | 4.0 5.0

+ Indicates Secondary Drinking Water Standards




EDT

GENERAL MINERAL & PHYSICAL & INORGANIC ANALYSIS (9/99)

Date of Report: 12/09/05 Sample ID No.130

Laboratory Signature Lab__ - — 7
Name: ANTELOPE VALLEY-EAST KERN WATER AGENCY Director: ,,%”

Name of Sampler:Ray Rodriguez Employed By: AVEK Water Ageficy ——
Date/Time Sample Date/Time Sample Date Analyses
Collected:12/08/09/0708 Received @ Lab:12/08/09/0813 Completed:12/08/29
System System

Name: ANTELOPE VALLEY E KERN WTR AGY F Number: 1510053

Name or Number of Sample Source:WATER TREATMENT PLANT - TREATED

********************************************************************************

* User ID: CYA Station Number: 1510053-002 *
* Date/Time of Sample: |12|08|09|0708| Laboratory Code: 6080 *
o YY MM DD TTTT YY MM DD *
* Date Analysis completed: |[12|08(|29| *
* Submitted by: Phone #: *
********************************************************************************
PAGE 1 OF 1 ADDITIONAL ANALYSES
| MCL |REPORTING| CHEMICAL | ENTRY | ANALYSES| DLR]
| | UNITS | | # | RESULTS| |
10 ug/L Bromate (ug/L) A-027 | 7:6] Dl

+ Indicates Secondary Drinking Water Standards




EDT

GENERAL MINERAL & PHYSICAL & INORGANIC ANALYSIS (9/99)

Date of Report: 12/09/24 Sample ID No.149 QHQE
Laboratory Signature Lab — =5~ Se—2
Name: ANTELOPE VALLEY-EAST KERN WATER AGENCY DirectoW‘V’
Name of Sampler:Terry Brown Employed By: AVEK“Wate;/&géhcy
Date/Time Sample Date/Time Sample Date Arfalyses
Collected:12/09/12/0738 Received @ Lab:12/09/12/1155 Completed:12/09/18
System System

Name:ANTELOPE VALLEY E KERN WTR AGY F Number: 1510053

Name or Number of Sample Source:WATER TREATMENT PLANT - TREATED

Bl i R R R R R R e R e R e T e U

* User ID: CYA Station Number: 1510053-002

* Date/Time of Sample: |12]09]12|0738] Laboratory Code: 6080 *

¥ YY MM DD TTTT YY MM DD *

* Date Analysis completed: [12]09118]| *

*  Submitted by: Phone #: o

E e e

PAGE 1 OF 1 ADDITIONAL ANALYSES

| MCL |REPORTING | CHEMICAL | ENTRY | ANALYSES| DLR|

| | UNITS | | it | RESULTS | |
10 ug/L Bromate (ug/L) A-027 | 2.9] &.0

+ Indicates Secondary Drinking Water Standards




EDT

GENERAL MINERAL & PHYSICAL & INORGANIC ANALYSIS (9/99) X
Date of Report: 12/10/22 Sample ID No.165 Kbh:“_#

Laboratory Signature Lab — s :
Name: ANTELOPE VALLEY-EAST KERN WATER AGENCY Directir e N\
Name of Sampler:Terry Brown Employed By: AVEK-Water Agéncy —
Date/Time Sample Date/Time Sample Date Analyses
Cellected:12/10/10/0813 Received @ Lab:12/10/10/1145 Completed:12/10/11
System System

Name: ANTELOPE VALLEY E KERN WTR AGY F Number: 1510053

Name or Number of Sample Source:WATER TREATMENT PLANT - TREATED

R R R Rt E E b e o U E S ST S M

* User ID: CYA Station Number: 1510053-002

* Date/Time of Sample: |12|10]10/0813] Laboratory Code: 6080 *

* YY MM DD TTTT YY MM DD *

¥ Date Analysis completed: [12[10(11] *

*  Submitted by: Phone #: *

*‘k*******************‘k**-ﬂri—i—****‘k************************‘k*************‘k*********

PAGE 1 OF 1 ADDITIONAL ANALYSES

| MCL |REPORTING]| CHEMICAL | ENTRY | ANALYSES| DLR|

| |  UNITS | | # | RESULTS| |
10 ug/L Bromate (ug/L) A-027 | 8.1] 5.0

+ Indicates Secondary Drinking Water Standards




EDT

GENERAL MINERAL & PHYSICAL & INORGANIC ANALYSIS (9/99)

Date of Report: 12/12/05 Sample ID No.180 L
Laboratory Signature Lab =5

Name: ANTELOPE VALLEY-EAST KERN WATER AGENCY Director: ﬁﬁtyf'

Name of Sampler:Ray Rodriguez Employed By: AVER Water Aqéncy
Date/Time Sample Date/Time Sample Date Analyses
Collected:12/11/14/0806 Received @ Lab:12/11/14/1129 Completed:12/11/28
System System

Name:ANTELOPE VALLEY E KERN WTR AGY F Number: 1510053

Name or Number of Sample Source:WATER TREATMENT PLANT - TREATED

L R e S R e e S i R b b R e T S T U e e S SRR R S R

* User ID: CYA Station Number: 1510053-002

* Date/Time of Sample: |12]11[14|0806]| Laboratory Code: 6080 *

% YY MM DD TTTT YY MM DD *

%, Date Analysis completed: 1211128 *

*  Submitted by: Phone #: %

R i b i e S e i i i e i R R T S S G S b i S L SR T O T R e S

PAGE 1 OF 1 ADDITIONAL ANALYSES

| MCL |REPORTING | CHEMICAL | ENTRY | ANALYSES| DLR|

| |  UNITS | | # | RESULTS| |
10 ug/L Bromate (ug/L) A-027 | 4.8 5.0

+ Indicates Secondary Drinking Water Standards




EDT

GENERAL MINERAL & PHYSICAL & INORGANIC ANALYSIS (9/99)

Date of Report: 12/12/20 Sample ID No.203 -
Laboratory Signature Lab_— S K{f':fm‘
Name: ANTELOPE VALLEY-EAST KERN WATER AGENCY Dlrector - =

Name of Sampler:Ray Rodriguez Employed By: AVEK Watep/ﬁgency
Date/Time Sample Date/Time Sample Date Analyses
Collected:12/12/12/0708 Received @ Lab: 12/12/12/1140 Completed:12/12/19
System System

Name:ANTELOPE VALLEY E KERN WTR AGY F Number: 1510053

Name or Number of Sample Source:WATER TREATMENT PLANT - TREATED

it a sttt t i E Rt St E S S EREEEESEEEEEEEEEEE SRR R R R R R R R R R

* User ID: CYA Station Number: 1510053-002

* Date/Time of Sample: [12|12(12|0708]| Laboratory Code: 6080 *

# YY MM DD TTTT YY MM DD *

% Date Analysis completed: [12|12|19] *

*  Submitted by: Phone #: *

R i i e e e i R T S S

PAGE 1 OF 1 ADDITIONAL ANALYSES

| MCL |REPORTING | CHEMICAL | ENTRY | ANALYSES| DLR|

| | UNITS | | # | RESULTS| |
10 ug/L Bromate (ug/L) A-027 | 3.1 5.0

+ Indicates Secondary Drinking Water Standards




ROSAMOND WATER TREATMENT PLANT

Plant Effluent
Finished Drinking Water
Monitoring Results



||, Weck Laboratories, Inc.

TTITITT TTITITT ARalvtioal Laboiateny and
Date of Report: 12/03/27 Sample ID No.: 2C15012-03
Laboratory Name:  Weck Laboratories, Inc Signature Lab /] i )
2 . LY A f7 7 /y
Name of Sampler:  K.White Rirestor <y L2 Ut
o
Date/Time Sample Date/Time Sample Date Analyses
Collected: 12/03/14 0941 Received @ Lab:  12/03/15 0915 Completed: 12/03/26
System Name: ANTELOPE VALLEY E KERN WTR AGY F System Number: 1510053
Name or Number of Sample Source: WATER TREATMENT PLANT - TREATED
= =
UserID: CYA Station Number: 1510053-002
Date/Time of Sample: |12103114| 09|41 Laboratory Code: 9588
YY MMDDTT TT
Date of Analyses Completed: | 12|03 |26
YY MM DD
Submitted By: Weck Laboratories, Inc Phone #: (626) 336-2139
TEST | Units ENTRY | ANALYSES '
METHOD CHEMICAL # RESULTS MCL DLR
--[ADDITIONAL ANALYSES]
Aluminum (Al) (ug/L) ug/L 01105 ND | 1000 50

Laboratory Comments and Description of Additional Components Found (Comments in this section are for Client
Information only and will NOT be transmitted to CDPH via EDT):

RCWR :

2C15012-03 : 1510053-002 Page 3 of 4
14859 East Clark Avenue, City of Industry, CA 91745 Phone: (626) 336-2139 Fax: (626) 336-2634
www wecklabs.com




|

12/06/27

LARIRRAI mmrran

Date of Report:

Laboratory Name:  Weck Laboratories, Inc

Name of Sampler:  Ray Rodriguez

Date/Time Sample
Collected: 12/06/13 0818

Date/Time Sample
Received @ Lab:

06/14/12 09:30

Weck Laboratories, Inc.

tical Laboratory

Sample ID No.: 2F14009-04

Signature Lab
Director:

Date Analyses

Completed: 12/06/21

System Name:

ANTELOPE VALLEY E KERN WTR AGY F

Name or Number of Sample Source:

WATER TREATMENT PLANT - TREATED

System Number: 1510053

UserID: CYA

Date/Time of Sample: [12]106113]08(18

YY MMDDTT TT

Date of Analyses Completed: |12 ] 06|21 |

Station Number: 1510053-002

Laboratory Code: 9588

YY MM DD

Submitted By:  Weck Laboratories, Inc Phone #: (626) 336-2139
47 TIE EL e W g g T PR T A S T, N L T S TP T
TEST Units ENTRY | ANALYSES | ]
METHOD CHEMICAL # RESULTS MCL DLR
--[ADDITIONAL ANALYSES] ' | '
| Aluminum (Al) (ug/L) ug/L 01105 | ND 1000 50 |

Laboratory Comments and Description of Additional

Information only and will NOT be transmitted to CDPH via EDT):

RCWR :

2F14009-04 : 1510053-002

Components Found (Comments

in this section are for Client

Page 4 of 5

14859 East Clark Avenue, City of Industry, CA 91745

www wecklabs.com

Phone: (626) 336-2139

Fax: (526) 336-2634



| Weck Laboratories, Inc.
TTITITTY TITT 1T Analvtical Laboratory Service - Since 1964
Date of Report: 12/10/02 Sample ID No.: 2|14003-03
Laboratory Name:  Weck Laboratories, Inc Signature Lab /,_1 o /LD
A /S [t
; s A, W] Tl
Name of Sampler:  DP/MO/TB Director A nxo it
¥ ¢
Date/Time Sample Date/Time Sample Date Analyses
Collected: 12/09/12 0802 Received @ Lab: 09/14/12 08:00 Completed: 12/09/26
System Name: ANTELOPE VALLEY E KERN WTR AGY F System Number: 1510053
Name or Number of Sample Source: WATER TREATMENT PLANT - TREATED
b= P
User ID: CYA Station Number: 1510053-002
Date/Time of Sample: [12109]|12|08]02 Laboratory Code: 9588

YY MMDDTT TT

Date of Analyses Completed: | 12|09 | 26

YY MM DD
Submitted By: Weck Laboratories, Inc Phone #: (626) 336-2139
TEST ' ~ Units ENTRY | ANALYSES
METHOD CHEMICAL i | RESULTS MCL DLR
--[ADDITIONAL ANALYSES]
Aluminum (Al) (ug/L) ug/L 01105 ND 1000 50

Laboratory Comments and Description of Additional Components Found (Comments in this section are for Client
Information only and will NOT be transmitted to CDPH via EDT):

RCWR :

2114003-03 : 1510053-002 Page 3 of 4
14859 East Clark Avenue, City of Industry, CA 91745 Phone: (626) 336-2139 Fax: (626) 336-2634
www.wecklabs.com




Date of Report: 13/01/03

Weck Laboratories, Inc.

¥

Sample ID No.: 2L.13032-03

Laboratory Name: \Weck Laboratories, Inc

Name of Sampler: KW/DP/RR

Signature Lab /

Director: AL

Date/Time Sample
Collected: 12/12/12 0706

Date/Time Sample
Received @ Lab:

Date Analyses

12/13/12 09:10 Completed: 12/12/27

System Name: ANTELOPE VALLEY E KERN WTR AGY F

System Number: 1510053

Name or Number of Sample Source:

WATER TREATMENT PLANT - TREATED

User ID: CYA

[12]112]12]07]06
YY MMDDTT TT

Date/Time of Sample:

Weck Laboratories, Inc

Submitted By:

Station Number: 1510053-002

Laboratory Code: 9588

Date of Analyses Completed: | 12| 12|27
YY MM DD

Phone #: (626) 336-2139
=

TEST Units ENTRY ANALYSES
METHOD CHEMICAL # RESULTS MCL DLR

--[ADDITIONAL ANALYSES]
Aluminum (Al) (ug/L) ug/L 01105 ND 1000 50

Laboratory Comments and Description of Additional Components Found (Comments in this section are for Client

Information only and will NOT be transmitted to CDPH via EDT):

RCWR :

20L.13032-03 : 1510053-002 Page 3 of 4

14859 East Clark Avenue, City of Industry, CA 91745

Phone: (626) 336-2139 Fax: (626) 336-2634

www.wecklabs.com



LA LRI AR RREN ] | Laboratc ;

Weck Laboratories, Inc.

Date of Report: 12/11/30 Sample ID No.: 2K08008-04
Laboratory Name:  Weck Laboratories, Inc Signature Lab ) / Y/ )
i : { Lo, Asl7OU
Name of Sampler:  AA/DP/MO/TB Ditactor {__.:a:f FuXol7th
Date/Time Sample Date/Time Sample Date Analyses
Collected: 12/11/07 0648 Received @ Lab:  11/08/12 09:20 Completed: 12/11/26
System Name: ANTELOPE VALLEY E KERN WTR AGY F System Number: 1510053
Name or Number of Sample Source: WATER TREATMENT PLANT - TREATED
“Em = WS . T S ST =T ===
UserID: CYA Station Number: 1510053-002
Date/Time of Sample: |12111| 07|06 | 48 Laboratory Code: 9588

YY MMDDTT TT
Date of Analyses Completed: | 12]11]26

YY MM DD
Submitted By: Weck Laboratories, Inc Phone #:; (626) 336-2139
‘ TEST ‘ Units | ENTRY | ANALYSES
METHOD | CHEMICAL i RESULTS MCL DLR
--[UNREGULATED ORGANIC CHEMICALS]
i Thiobencarb (BOLERQ) _ ug/L A-001 . ND 70 1
| | Nitrate + Nitrite as Nitrogen(N) (ug/L) | uglL A-029 ND | 10000 400
| | Nitrite as Nitrogen(N) (ug/L) | ug/L 00620 ND | 1000 400
Cyanide (ug/L) | ug/L | 01291 ND | 150 100
‘ | Perchlorate (ug/L) ug/L | A-031 _ ND | 6 4
‘ - Total Cations Meg/L Value: | ‘ |
Total Hardness (as CaC03) (mg/L) mg/L 00900 100
Total Hardness (as CaC03) (mg/L) | mg/L 00900 | 102
| | Calcium (Ca) (mg/L) | mglL - 00916 18.6
| | Magnesium (Mg) (mg/L) ma/L | 00927 13.5 | |
| Sodium (NA) (mg/L) mg/l | 00929 60 | | |
| Potassium (K) (mg/L) . mg/L 00937 | 3.0 | | |
| - Total Anions  Meq/L Value: ‘ ‘ ‘ ' ‘
‘ Total Alkalinity (AS CaCO3) (mg/L) | mg/L 00410 63
| Hydroxide (OH) (mg/L) mag/L | 71830 ND
| | Carbonate (CO3) (mg/L) mg/L 00445 ND
i Bicarbonate (HCO3) (mg/L) | mg/L | 00440 77
‘ | Sulfate (SO4) (ma/L) mg/l. | 00945 | 52 al 0.5
Chloride (CI) (mg/L) | ma/L 00940 | 94 | *
| Nitrate (as NO3) (ma/L) mg/L | 71850 | 23 | 45 | 2|
| | Fluoride (F) (Natural-Source) .. mglL 00951 ND | 2 0.1 |
—[INORGANIC CHEMICALS] ! '
_ | PH (Laboratory) (Std.Units) | Std. Units 00403 . 6.90
| | Specific Conductance (E.C.) (umhos/cm) umho/cm 00095 | 530 e
Total Filterable Residue@180C(TDS)(mg/L) mag/L | 70300 | 280 R |
2K08008-04 : 1510053-002 Page 7 of 12

14859 East Clark Avenue, City of Industry, CA 91745 Phone: (626) 336-2139 Fax: (626) 336-2634
www .wecklabs.com



Weck Laboratories, Inc.

Analytical Laboratory Service - Since 1984

fe————
—p—
e

TEST | | Units | ENTRY | ANALYSES '
METHOD CHEMICAL # RESULTS | MCL | DLR
--[INORGANIC CHEMICALS] ‘
| Apparent Color (Unfiltered) (Units) Units | 00081 ND ‘ 15 |
Lab Turbidity (NTU) | NTU | 82079 ND | 5 |
| MBAS (mg/L) mag/L 38260 ND 05 . |
| ~[ADDITIONAL ANALYSES]
Aluminum (Al) (ug/L) ug/L | 01105 ND | 1000 ‘ 50
. Antimony (ug/L) ug/L | 01097 | ND | 6 | 6 |
| Arsenic (As) (ug/L) ug/L 01002 ND | 10 2|
Barium (Ba) (ug/L) | ug/L 01007 | ND 1000 100 |
| Beryllium (ug/L) | ug/L | 01012 ND | 4 | 1
| Cadmium (Cd) (ug/L) ug/l | 01027 | ND | 5| 1
| Chromium (Total Cr) (ug/L) ug/L 01034 ND | 50 | 10 |
Copper (Cu) (ug/L) | ug/L 01042 ND | 1000 | 50 |
‘ | Iron (Fe) (ug/L) | ug/L | 01045 | ND 300 100 |
| Lead (Pb) (ug/L) ug/L | 01051 | ND 5|
Manganese (Mn) (ug/L) | ug/L | 01055 ND | 50 | 20
| Mercury (Hg) (ug/L) | ug/L 71900 ND | 2 | 1
‘ | Nickel (ug/L) [ uglL 01067 | ND | 100 | 10 |
- Selenium (Se) (ug/L) ugl. | 01147 | ND 50 5 |
| | Silver (Ag) (ug/L) | ugll | 01077 | ND 100 10 |
| | Thallium (ug/L) | ug/L 01059 ND | 2 | 1 |
Zinc (Zn) (ug/L) ug/L 01092 1100 | 5000 | 50

Laboratory Comments and Description of Additional Components Found (Comments in this section are for Client
Information only and will NOT be transmitted to CDPH via EDT):

RCWR ;

2K08008-04 : 1510053-002 Page 8 of 12
14859 East Clark Avenue, City of Industry, CA 91745 Phone: (626) 336-2139 Fax: (626) 336-2634
www.wecklabs.com




Antelope Valley-East Kern Water Agency

TOC Removal Running Annual Average

Kern System No. 1510053

Sample Alkalinity Raw TOC  Treated TOC  Actual % Required % "TOC Removal Ratio"
Date Plant mgCaCO3/L mg/L mg/L TOC reduction TOC reduction actual % /required %
1/11/2012 RWTP 771 243 1.46 39.9 25 1.6
2/8/2012 RWTP 80.9 2.78 1.69 39.2 25 1.6
3/14/2012 RWTP 87.9 1.48 1.1 25.0 25 1.0
4/10/2012 RWTP 848 3.06 1.97 35.6 25 14
5/9/2012 RWTP 771 2.67 1.77 337 25 1.3
6/13/2012 RWTP 75.2 2.64 1.61 39.0 25 1.6
7/11/2012 RWTP 69.7 3.02 1.73 42.7 25 1.7
8/9/2012 RWTP 66.4 2.59 1.38 48.7 25 1.9
9/12/2012 RWTP 62.9 2.18 1.17 46.3 25 19
10/10/2012 RWTP 75.4 2.25 1.28 431 25 1.7
11/14/2012 RWTP 70.0 2.12 1.28 39.6 25 1.6
12/12/2012 RWTP 80.4 2.02 1.37 32.2 25 1.3
Minimum 62.9 1.5 11 25.0
Maximum 87.9 3.1 2.0 46.7
RAA 75.7 24 1.5 38.6
Running Annual Average (RAA) 1.5
Title 22 California Code of Regulations Article 5:
Required percent TOC reduction®*
Table 64536.2-A Source Water Alkalinity
Raw TOC 0-60 <60 - 120 >120
>20-4.0 35.0 % 250 % 15.0 %
>4.0-8.0 45.0 % 350 % 250 %
>8.0 50.0 % 40.0 % 30.0 %
**If one or more of the section 84536.4(b) 1-6 conditions are met, the system may assign a monthly value of 1 for the TOC removal ratio in lieu of the calculated val
List condition when used:
1. The system's source water TOC level, prior to any treatment is less than or equal to 2.0 mg/L
2. The system's treated water TOC level is less than or equal to 2.0 mg/L
3. The system’s source water SUVA, prior to any treatment, is less than or equal to 2.0 Limg-m
4. The system's finished water SUVA is less than or equal to 2.0 L/img-m
5. A system practicing softening removes at least 10 mg/L of magnesium hardness (as CaCO3)
6. A system practicing enhanced softening lowers alkalinity below 60 mg/L (as CaCO3)



FATR L -

GENERAL MINERAL & PHYSICAL & INORGANIC ANALYSIS (9/99)

Date of Report: 12/01/19 Sample ID No.005

Laboratory Signature Labc::ﬂn-——ij_n_ 5
Name: ANTELOPE VALLEY-EAST KERN WATER AGENCY Director: ;,5f*ﬁ'f’:‘ >
Name of Sampler:RAY RODRIGUEZ Employed By: AVEK WATER AGENCY —
Date/Time Sample Date/Time Sample Date Analyses
Collected:12/01/11/0725 Received @ Lab:12/01/11/0725 Completed:12/01/16
System System

Name:ANTELOPE VALLEY E KERN WTR AGY F Number: 1510053

Name or Number of Sample Source:WATER TREATMENT PLANT - TREATED

R T e e R e e e e L T

* User ID: CYA Station Number: 1510053-002

* Date/Time of Sample: [12|01]11]|0725] Laboratory Code: 6080 *

* YY MM DD TTTT YY MM DD *

* Date Analysis completed: [12|01]|16] *

*  Submitted by: Phone #: *

B o e e B T T T i i i I 2 o i S e i e

PAGE 1 OF 1 ADDITIONAL ANALYSES

| MCL |REPORTING| CHEMICAL | ENTRY | ANALYSES| DLR|

| | UNITS | | i | RESULTS| |
mg/L Total Organic Carbon (TOC) (mg/L) 00680 | 1.46| 0.30

+ Indicates Secondary Drinking Water Standards




EDT

GENERAL MINERAL & PHYSICAL & INORGANIC ANALYSIS (9/99)
Date of Report: 12/02/24 Sample ID No.019
Laboratory Signature Lab

Name: ANTELOPE VALLEY-EAST KERN WATER AGENCY Director™ -

Name of Sampler:RAY RODRIGUEZ Employed By: AVEK WATER AGENCY
Date/Time Sample Date/Time Sample Date Analyses
Collected:12/02/08/0706 Received @ Lab:12/02/08/1130 Completed:12/02/23
System System

Name:ANTELOPE VALLEY E KERN WTR AGY F Number: 1510053

Name or Number of Sample Source:WATER TREATMENT PLANT - TREATED

e e i e

* User ID: CYA Station Number: 1510053-002 *
* Date/Time of Sample: [12|02|08|0706] Laboratory Code: 6080 *
* YY MM DD TTTT YY MM DD *
% Date Analysis completed: [12|02|23]| *
* Submitted by: Phone #: *
L e R R e T B B s
PAGE 1 OF 1 ADDITIONAL ANALYSES
| MCL |REPORTING]| CHEMICAL | ENTRY |ANALYSES| DLR|
| | UNITS | | # | RESULTS| |
mg/L Total Organic Carbon (TOC) (mg/L) 00680 | 1.69| 0.30

+ Indicates Secondary Drinking Water Standards




EDT

GENERAL MINERAL & PHYSICAL & INORGANIC ANALYSIS (9/99)

Date of Report: 12/03/30 Sample ID No.030

Laboratory Signature Lagh::—- —

Name: ANTELOPE VALLEY-EAST KERN WATER AGENCY Director: sr7 ="

Name of Sampler:RAY RODRIGUEZ Employed By: AVEK WATER AGENCY
Date/Time Sample Date/Time Sample Date Analyses
Collected:12/03/14/0944 Received @ Lab:12/03/14/1105 Completed:12/03/29
System System

Name :ANTELOPE VALLEY E KERN WTR AGY F Number: 1510053

Name or Number of Sample Source:WATER TREATMENT PLANT - TREATED

*-!c-k****‘;\'*****'k‘k*******‘k***************************‘k*****************************

* User ID: CYA Station Number: 1510053-002

* Date/Time of Sample: |12|03(14|0944 | Laboratory Code: 6080 *

* YY MM DD TTTT YY MM DD *

X Date Analysis completed: [12]03]29| *

*  Submitted by: Phone #: *

***************‘k*-ir-k***********‘k**-A—****‘k‘k-Jr-Jr********‘k*****************************

PAGE 1 OF 1 ADDITIONAL ANALYSES

| MCL |REPORTING| CHEMICAT | ENTRY | ANALYSES| DLR|

| | UNITS | | # | RESULTS | |
mg/L Total Organic Carbon (TOC) (mg/L) 00680 | 1.11] 0.30

+ Indicates Secondary Drinking Water Standards




EDT

GENERAL MINERAL & PHYSICAL & INORGANIC ANALYSIS (9/99)

Date of Report: 12/04/25 Sample ID No.049

Laboratory Signature Lab.F = i%h

Name: ANTELOPE VALLEY-EAST KERN WATER AGENCY Dlrector E)g:r“’—“\
Name of Sampler:Ray Rodriguez Employed By: AVEK gfgg/
Date/Time Sample Date/Time Sample Date Analyses
Collected:12/04/10/0724 Received @ Lab:12/04/10/1130 Completed:12/04/12
System System

Name:ANTELOPE VALLEY E KERN WTR AGY F Number: 1510053

Name or Number of Sample Source:WATER TREATMENT PLANT - TREATED

‘k*****‘k*******‘k***************‘Jr*-.Jr****k‘k‘k‘)r*******-k**‘k‘k***-k************************

* User ID: CYA Station Number: 1510053-002 &
* Date/Time of Sample: [12|04(10|0724| Laboratory Code: 6080 *
i g YY MM DD TTTT YY MM DD *
* Date Analysis completed: [12]|04]12| *
*  Submitted by: Phone #: *
‘k************************-)c***'k*‘Jr****‘k‘)r*******-k'k*****.Jr*-A—*-k*****************‘k******
PAGE 1 OF 1 ADDITIONAL ANALYSES
| MCL |REPORTING| CHEMICAL | ENTRY | ANALYSES| DLR|
| | UNITS | J i | RESULTS| |
mg/L Total Organic Carbon (TOC) (mg/L) 00680 | 197 Q.30

+ Indicates Secondary Drinking Water Standards




EDT

GENERAL MINERAL & PHYSICAL & INORGANIC ANALYSIS (9/99)

Date of Report: 12/05/14 Sample ID No. 069

Laboratory Signature Lab . ,—l_
Name: ANTELOPE VALLEY-EAST KERN WATER AGENCY Dlrector )
Name of Sampler:Gary Hensley Employed By: AVEK Water/ﬁﬁency
Date/Time Sample Date/Time Sample Date Analyses
Collected:12/05/09/0726 Received @ Lab:12/05/09/1233 Completed:12/05/09
System System

Name:ANTELOPE VALLEY E KERN WTR AGY F Number: 1510053

Name or Number of Sample Source:WATER TREATMENT PLANT - TREATED

b i i e e b bt e e e I i 1

* User ID: CYA Station Number: 1510053-002

* Date/Time of Sample: [12|05(/09]|0726]| Labcratory Code: 6080 *

# YY MM DD TTTT YY MM DD *

* Date Analysis completed: [12]/05]|09| *

* Submitted by: Phone #: #

R e e T i i e e e T T C i S . = 1

PAGE 1 OF 1 ADDITIONAL ANALYSES

| MCL |REPORTING | CHEMICAL | ENTRY | ANALYSES| DLR|

| |  UNITS | | # | RESULTS| |
mg/L Total Organic Carbon (TOC) (mg/L) 00680 | 1.77] 0.30

+ Indicates Secondary Drinking Water Standards




EDT

GENERAL MINERAL & PHYSICAL & INORGANIC ANALYSIS (9/99)

Date of Report: 12/06/19 Sample ID No.088

Laboratory Signature Lab = —_—
Name: ANTELOPE VALLEY-EAST KERN WATER AGENCY Directobr—~ o= = 3y
Name of Sampler:Ray Rodriguez Employed By: AVEKAWater Adgency ~—
Date/Time Sample Date/Time Sample Date Analyses
Collected:12/06/13/0828 Received @ Lab:12/06/13/1100 Completed:12/06/14
System System

Name: ANTELOPE VALLEY E KERN WTR AGY F Number: 1510053

Name or Number of Sample Source:WATER TREATMENT PLANT - TREATED

Ahkhhdhkdhkhdddhhbhhhhhdddrdhhbdhbhbrhr bbb r bbb bbb bbb bbb kb dbd bbbk bk hhdhhh bbb bk hhdhhhdhdkhddhdkdhkkk

* User ID: CYA Station Number: 1510053-002 *
* Date/Time of Sample: [12|06]13|0828| Laboratory Code: 6080 *
* YY MM DD TTTT YY MM DD *
* Date Analysis completed: [12|06[14] *
*  Submitted by: Phone #: A
L e R i R I R R A e O I S I R I I I I R I I I S o i 2 S I
PAGE 1 OF 1 ADDITIONAL ANALYSES
| MCL |REPORTING| CHEMICAL | ENTRY | ANALYSES| DLR]
| | UNITS [ | # | RESULTS | |
mg/L Total Organic Carbon (TOC) (mg/L) 00680 | 1.61| 0.30

+ Indicates Secondary Drinking Water Standards




EDT

GENERAL MINERAL & PHYSICAL & INORGANIC ANALYSIS (9/99)

Date of Report: 12/07/31 Sample ID No.109 ‘
Laboratory Signature Lab—— ” kxg_ﬂF_‘
Name: ANTELOPE VALLEY-EAST KERN WATER AGENCY DIrechors jew——— < ————_
Name of Sampler:Ray Rodiguez Employed By: AVEK Water Agemcy ——
Date/Time Sample Date/Time Sample Date Analyses
Collected:12/07/11/0813 Received @ Lab:12/07/11/1132 Completed:12/07/19
System System

Name:ANTELOPE VALLEY E KERN WTR AGY F Number: 1510053

Name or Number of Sample Source:WATER TREATMENT PLANT - TREATED

L R e R R R R R R R T T T e T & 3

* User ID: CYA Station Number: 1510053-002

* Date/Time of Sample: [12|07(11|0813] Laboratory Code: 6080 *

* YY MM DD TTTT YY MM DD *

e Date Analysis completed: [12|07|19] *

* Submitted by: Phone #: *

*****‘k*‘k***********‘***********‘k********-ﬁc******‘k******‘k‘k*************************

PAGE 1 OF 1 ADDITIONAL ANALYSES

| MCL |REPORTING | CHEMICAL | ENTRY | ANALYSES| DLR|

| | UNITS | | # | RESULTS | |
mg/L Total Organic Carbon (TOC) (mg/L) 00680 | 1.73| 0.30

+ Indicates Secondary Drinking Water Standards




EDT

GENERAL MINERAL & PHYSICAL & INORGANIC ANALYSIS (2/99)

-~

Date of Report: 12/08/28 Sample ID No.128

Laboratory Signature Lab.- 7

Name: ANTELOPE VALLEY-EAST KERN WATER AGENCY Director: s

Name of Sampler:Ray Rodriguez Employed By: AVEK Water Agency
Date/Time Sample Date/Time Sample Date Analyses
Collected:12/08/08/0705 Received @ Lab:12/08/09/0813 Completed:12/08/16
System System

Name : ANTELOPE VALLEY E KERN WTR AGY F Number: 1510053

Name or Number of Sample Source:WATER TREATMENT PLANT - TREATED

********************************************************************************

* User ID: CYA Station Number: 1510053-002 *
* Date/Time of Sample: [12|08|09/0705| Laboratory Code: 6080 *
* YY MM DD TTTT YY MM DD *
* Date Analysis completed: |12]08(|16]| *
*  Submitted by: Phone #: *
********************************************************************************
PAGE 1 OF 1 ADDITIONAL ANALYSES
| MCL | REPORTING | CHEMICAL | ENTRY | ANALYSES| DLR|
| | UNITS | | # | RESULTS| |
mg/L Total Organic Carbon (TOC) (mg/L) 00680 | 1.38] 0.30

+ Indicates Secondary Drinking Water Standards




EDT

GENERAL MINERAL & PHYSICAL & INORGANIC ANALYSIS (9/99)

Date of Report: 12/09/24 Sample ID No.147

Laboratory Signature Lab __——

Name: ANTELOPE VALLEY-EAST KERN WATER AGENCY Director: =

Name of Sampler:Terry Brown Employed By: AVE ater Kgency
Date/Time Sample Date/Time Sample Date Analyses
Collected:12/09/12/0752 Received @ Lab:12/09/12/1155 Completed:12/09/17
System System

Name:ANTELOPE VALLEY E KERN WTR AGY F Number: 1510053

Name or Number of Sample Source:WATER TREATMENT PLANT - TREATED

****************************‘k************)c*-k*:Jr*7’:****‘!r****************************

* User ID: CYA Station Number: 1510053-002 *
* Date/Time of Sample: [12(09(12]0752] Laboratory Code: 6080 *
* YY MM DD TTTT YY MM DD *
& Date Analysis completed: [12]09|17]| *
*  Submitted by: Phone #: *
*********************‘k*'.Jr**'kk*k***-k-)r*‘k**-A—***‘k*********‘k***************************
PAGE 1 OF 1 ADDITIONAL ANALYSES
| MCL |REPORTING | CHEMICAL | ENTRY | ANALYSES| DLR]|
| | UNITS | | # | RESULTS | |
mg/L Total Organic Carbon (TOC) (mg/L) 00680 | 1.17| 0.30

+ Indicates Secondary Drinking Water Standards




EDT

GENERAL MINERAL & PHYSICAL & INORGANIC ANALYSIS (9/99)

Date of Report: 12/10/22 Sample ID No.163

Laboratory Signature Lab =

Name: ANTELOPE VALLEY-EAST KERN WATER AGENCY Directofi —mpr—r — 5 = y
Name of Sampler:Terry Brown Employed By: AVEK Water Ageficy
Date/Time Sample Date/Time Sample Date Analyses
Collected:12/10/10/0827 Received @ Lab:12/10/10/1145 Completed:12/10/17
System System

Name: ANTELOPE VALLEY E KERN WTR AGY F Number: 1510053

Name or Number of Sample Source:WATER TREATMENT PLANT - TREATED

B R o o A T A A VUV

* User ID: CYA Station Number: 1510053-002 *
* Date/Time of Sample: |12(10/10|0827| Laboratory Code: 6080 *
¥ YY MM DD TTTT YY MM DD *
5 Date Analysis completed: [12]10|17| *
* Submitted by: Phone #: *
********************************************************************************
PAGE 1 OF 1 ADDITIONAL ANALYSES
| MCL |REPORTING]| CHEMICAL | ENTRY | ANALYSES| DLR|
| | UNITS | | # | RESULTS | |
mg/L Total Organic Carbon (TOC) (mg/L) 00680 | 1.28| 030

+ Indicates Secondary Drinking Water Standards




EDT

GENERAL MINERAL & PHYSICAL & INORGANIC ANALYSIS (9/99)

Date of Report: 12/12/06 Sample ID No.178 .

Laboratory Signature Lab — g:ytf“"l‘
Name: ANTELOPE VALLEY-EAST KERN WATER AGENCY Director— — S —aadl
Name of Sampler:Ray Rodriguez Employed By: AV Water Adency
Date/Time Sample Date/Time Sample Date Analyses
Collected:12/11/14/0809% Received @ Lab:12/11/14/1129 Completed:12/12/05
System System

Name:ANTELOPE VALLEY E KERN WTR AGY F Number: 1510053

Name or Number of Sample Source:WATER TREATMENT PLANT - TREATED

********************************************************************************

* User ID: CYA Station Number: 1510053-002

* Date/Time of Sample: |12111]114]|0809] Laboratory Code: 6080 *

* YY MM DD TTTT YY MM DD *

® Date Analysis completed: [12]12|05] *

*  Submitted by: Phone #: *

********************************************************************************

PAGE 1 OF 1 ADDITIONAL ANALYSES

| MCL |REPORTING| CHEMICAL | ENTRY | ANALYSES| DLR|

| | UNITS | | i | RESULTS| |
mg/L Total Organic Carbon (TOC) (mg/L) 00680 | 1.28] 0.30

+ Indicates Secondary Drinking Water Standards




EDT

GENERAL MINERAL & PHYSICAL & INORGANIC ANALYSIS (9/99)

Date of Report: 12/12/19 Sample ID No.201 (&;jﬁ_\
Laboratory Signature Lab e
Name: ANTELOPE VALLEY-EAST KERN WATER AGENCY DiFector: wom — < ’
Name of Sampler:Ray Rodriguez Employed By: AVEK Water Agency
Date/Time Sample Date/Time Sample Date Analyses
Collected:12/12/12/0706 Received @ Lab:12/12/12/1140 Completed:12/12/13
System System

Name:ANTELOPE VALLEY E KERN WTR AGY F Number: 1510053

Name or Number of Sample Source:WATER TREATMENT PLANT - TREATED

****************************‘Jr*-k-k****‘Jr‘Jr**-)r******9{**'Jr'Jr-!r***************************

* User ID: CYA Station Number: 1510053-002 *
* Date/Time of Sample: |12(12(12|0706]| Laboratory Code: 6080 *
* YY MM DD TTTT YY MM DD *
* Date Analysis completed: [12|12]13| *
*  Submitted by: Phone #: ®
‘Jr‘k‘k*****i’*************************k*‘k*‘.‘r*********‘k‘k*‘k*********‘k*************‘k*****
PAGE 1 OF 1 ADDITIONAL ANALYSES
| MCL |REPORTING| CHEMICAL |ENTRY | ANALYSES| DLR]|
| | UNITS | | # | RESULTS| [
mg/L Total Organic Carbon (TOC) (mg/L) 00680 | 1.37] Q.30

+ Indicates Secondary Drinking Water Standards




ROSAMOND WATER TREATMENT PLANT

Plant Influent
Untreated Source Water
Monitoring Results
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Weck Laboratories, Inc.

[ ARIARRRERIBAREN]

Date of Report: 12/03/27

Weck Laboratories, Inc

K White

Laboratory Name:

Name of Sampler:

Date/Time Sample
Received @ Lab:

Date/Time Sample

Collected: 12/03/14 1324 12/03/15 0915

Analytical Laboratory Service - Since 1964

Sample ID No.: 2C15012-04

Signature Lab s Al / );
Director: */}J{r, Nl T

[/~

Vo

Date Analyses

Completed: 12/03/15

System Name: ANTELOPE VALLEY E KERN WTR AGY F

Name or Number of Sample Source: WATER TREATMENT PLANT - RAW

System Number: 1510053

User ID: CYA

[12]03]14]13 |24
YY MMDDTT TT

Date/Time of Sample:

Submitted By: Weck Laboratories, Inc

Date of Analyses Completed: | 12|03 | 15

Station Number: 1510053-001

Laboratory Code: 9588

YY MM DD
Phone #: (626) 336-2139

[ TEST Units ENTRY | ANALYSES
METHOD CHEMICAL # RESULTS MCL DLR
- Total Anions Meg/L Value:
{ Nitrate (as NO3) (mg/L) mg/L 71850 3T 45 2

Laboratory Comments and Description of Additional
Information only and will NOT be transmitted to CDPH via EDT):

Raw :

2C15012-04 : 1510053-001

Components Found (Comments

in this section are for Client

Page 1 of 1

14859 East Clark Avenue, City of Industry, CA 91745
www wecklabs.com

Phone: (626) 336-2139

Fax: (626) 336-2634



Weck Laboratories, Inc.

Date of Report: 12/06/27

Laboratory Name:  Weck Laboratories, Inc

Name of Sampler:  client

Date/Time Sample
Received @ Lab:

Date/Time Sample

Collected: 12/06/13 1332 06/14/12 09:30

Laboratory Service nce 1964

Sample ID No.: 2F14009-05

Signature Lab vl L
|
¥ 1,

Director:

Date Analyses

Completed: 12/06/14

ANTELOPE VALLEY E KERN WTR AGY F
WATER TREATMENT PLANT - RAW

System Name:

Name or Number of Sample Source:

System Number: 1510053

UserID: CYA

|12/06]13]13]32
YY MMDDTT TT

Date/Time of Sample:

Station Number: 1510053-001

Laboratory Code: 9588

Date of Analyses Completed: | 12|06 |14 |

YY MM DD
Submitted By: Weck Laboratories, Inc Phone #: (626) 336-2139
‘_ TEST ) Units ENTRY | ANALYSES |
METHOD CHEMICAL # RESULTS MCL DLR
- Total Anions  Meg/L Value: :
Nitrate (as NO3) (mg/L) ma/L 71850 2.2 45 2
Laboratory Comments and Description of Additional Components Found (Comments in this section are for Client
Information only and will NOT be transmitted to CDPH via EDT):
Raw :
2F14009-05 : 1510053-001 Page 5 of 5

14859 East Clark Avenue, City of Industry, CA 91745
www wecklabs.com

Phone: (626) 336-2139

Fax: (626) 336-2634



Wh

I AR IR R0

Date of Report: 12/10/02

Laboratory Name:  Weck Laboratories, Inc

Name of Sampler: DP/MO/TB

Date/Time Sample
Collected: 12/09/13 1315

Date/Time Sample

Received @ Lab: 09/14/12 08:00

Weck Laboratories, Inc.

cal Labe W 3 since 1964

Sample ID No.: 2114003-04

Lh ot
Vod

Signature Lab
Director:

Date Analyses

Completed: 12/09/14

System Name: ANTELOPE VALLEY E KERN WTR AGY F

Name or Number of Sample Source: WATER TREATMENT PLANT - RAW

System Number: 1510053

UserID: CYA

Date/Time of Sample: [12]109]13[13]15

YY MMDDTT TT

Submitted By: Weck Laboratories, Inc

Station Number: 1510053-001

Laboratory Code: 9588

Date of Analyses Completed: | 12|09 14

YY MM DD

Phone #: (626) 336-2139

TEST Units ENTRY | ANALYSES
METHOD | CHEMICAL ‘ # RESULTS MCL DLR
- Total Anions  Megq/L Value: |
Nitrate (as NO3) (mg/L) mg/L 71850 ND 45 2

Laboratory Comments and Description of Additional Components Found (Comments in this section are for Client
Information only and will NOT be transmitted to CDPH via EDT):

Raw

2114003-04 : 1510053-001 Page 4 of 4

14859 East Clark Avenue, City of Industry, CA 91745
www wecklabs.com

Phone: (626) 336-2139

Fax: (626) 336-2634



Weck Laboratories, Inc.
TTITITT TITTTITT Analytical Laboratory Service - Since 1964
Date of Report: 13/01/03 Sample ID No.: 2L.13032-04
Laboratory Name:  Weck Laboratories, Inc Signature Lab Y g /)
. . { LVE .ra";.'r:ff:r{
Name of Sampler:  KW/DP/RR Director: £ pf ool 7l
vV
Date/Time Sample Date/Time Sample Date Analyses
Collected: 12/12/12 1156 Received @ Lab:  12/13/12 09:10 Completed: 12/12/13
System Name: ANTELOPE VALLEY E KERN WTR AGY F System Number: 1510053
Name or Number of Sample Source: WATER TREATMENT PLANT - RAW
h — == =5 ==y
UserID: CYA Station Number: 1510053-001
Date/Time of Sample: [12]112]12] 11|56 Laboratory Code: 9588

YY MMDDTT TT
Date of Analyses Completed: | 12|12 13|

YY MM DD
Submitted By: Weck Laboratories, Inc Phone #: (626) 336-2139
bt ivommimeii it B
TEST | Units | ENTRY | ANALYSES
METHOD | CHEMICAL # RESULTS MCL DLR
| - Total Anions  Meg/L Value: ' '
Nitrate (as NO3) (mg/L) mag/L 71850 | 3.2 45 2

Laboratory Comments and Description of Additional Components Found (Comments in this section are for Client
Information only and will NOT be transmitted to CDPH via EDT):

Raw :

21.13032-04 : 1510053-001 Page 1 of 1
14859 East Clark Avenue, City of Industry, CA 91745 Phone: (626) 336-2139 Fax: (626) 336-2634
www,wecklabs.com




4
'

Date of Report
Laboratory Name:

Name of Sampler:

Date/Time Sample

Collected:

12/04/06

1
Weck Laboratories, Inc

J. Livesay

12/03/21 1249

Date/Time Sample
Received @ Lab:

12/03/22 0920

Signature Lab 7
Director:

ince 1964

Weck Laboratones Inc.

ical Lat

Sample ID No.: 2C22009-01

4.

I/ /
¥ {

{';‘l{' TR ‘,fficé(l
I

Date Analyses
Completed:

12/04/03

System Name:

Name or Number of Sample Source:

ANTELOPE VALLEY E KERN WTR AGY F

System Number: 1510053

WATER TREATMENT PLANT - RAW

User ID:

Date/Time of Sample:

CYA

[12]03]121]112]49
YY MMDDTT TT

Station Number: 1510053-001

Laboratory Code: 9588

Date of Analyses Completed: | 12|04 |03
YY MM DD
Submitted By: \Weck Laboratories, Inc Phone #: (626) 336-2139
bobddisiibeitmeotoalod i P NESEPRNERER TS
TEST Units | ENTRY ANALYSES
METHOD CHEMICAL # RESULTS MCL DLR
-[UNREGULATED ORGANIC CHEMICALS]
Endothall ug/L 38926 ND 100 45
Laboratory Comments and Description of Additional Components Found (Comments in this section are for Client
Information only and will NOT be transmitted to CDPH via EDT):
RAW :
2C22009-01 : 1510053-001 Page 1 of 1

14859 East Clark Avenue, City of Industry, CA 91745

Phone: (626) 336-2139
www.wecklabs.com

Fax: (626) 336-2634



W ||| I— Weck Laborator

ies, Inc.
TTITITT I I I T I Analytical Laboratory Service - Since 1964
Date of Report: 12/07/18 Sample ID No.: 2F22034-01
Laboratory Name: Weck Laboratories, Inc Signature Lab AL 7 )
5 = Ly :-}‘ - _,:-J’.' 7 (
Name of Sampler:  S.Liresay Director: I,.-j.*;f r";/"{f Xolrt
r
Date/Time Sample Date/Time Sample Date Analyses
Collected: 12/06/21 1356 Received @ Lab:  06/22/12 09:05 Completed:  12/06/29
System Name: ANTELOPE VALLEY E KERN WTR AGY F System Number: 1510053
Name or Number of Sample Source: WATER TREATMENT PLANT - RAW
= == T =
UserID: CYA Station Number: 1510053-001
Date/Time of Sample: [12106|21[13]56 Laboratory Code: 9588

YY MMDDTT TT

Date of Analyses Completed: | 12|06 29
YY MM DD

Submitted By: Weck Laboratories, Inc Phone #: (626) 336-2139

TEST Units ENTRY | ANALYSES
METHOD ‘ CHEMICAL # RESULTS MCL DLR
| --[UNREGULATED ORGANIC CHEMICALS]
‘ 5492 Diguat ug/L 78885 ND 20 4 .
| Endothall ' ug/L . 38926 ND . 100 45

Laboratory Comments and Description of Additional Components Found (Comments in this section are for Client

Information only and will NOT be transmitted to CDPH via EDT):

Raw :

2F22034-01 : 1510053-001

Page 1 of 1

14859 East Clark Avenue, City of Industry, CA 91745 Phone: (626) 336-2139 Fax: (626) 336-2634
www wecklabs.com



EDT

ORGANIC CHEMICAL ANALYSIS (9/99)

Date of Report: 12/08/28 Sample ID No.B297593-NZ1440-01
Laboratory Signature Lab., e

Name: MAXXAM ANALYTICS INC. - ONTARIO, CANADA Director:

Name of Sampler: Employed By:

Date/Time Sample Date/Time Sample Date Analyses
Collected:12/06/21/1356 Received @ Lab:12/06/29/1250 Completed:12/07/17
System System

Name ;ANTELOPE VALLEY E KERN WTR AGY F Number: 1510053

Name or Number of Sample Source:WATER TREATMENT PLANT - RAW

*********t********************k*****k******i***********k************************

* User ID: CYA Station Number: 1510053-001 *
* Date/Time of Sample: |12]106(21|1356| Laboratory Code: 0013 *
X ¥YY MM DD TTTT Yy MM DD *
¥ Date Analysis completed: [12]07|17| *
*  Submitted by: Phone #: *
********************++***+******************************************************
Page 1 of 1 REGULATED ORGANIC CHEMICALS

[ TEST | CHEMICAL |[ENTRY |ANALYSES| MCL | DLR|
| METHOD | ALL CHEMICALS REPORTED ug/L | # | RESULTS| ug/L|ug/L|

2,3,7,8-TCDD (Dioxin) Units=picogram/L 34676 | ND| 30 5.00




EDT

GENERAL MINERAL & PHYSICAL & INORGANIC ANALYSIS (9/99)

Date of Report: 12/08/14 Sample ID No.2F22034-01
Laboratory Signature Lab W

Name: EMS LABORATORIES INC. Directanr: JO.Y VT

Name of Sampler:NOT PROVIDED Employed By: NOT PROVIDED'

Date/Time Sample Date/Time Sample Date Analyses
Collected:12/06/21/1356 Received @ Lab:12/06/22/1310 Completed:12/07/02
System System

Name : ANTELOPE VALLEY E KERN WTR AGY F Number: 1510053

Name or Number of Sample Source:WATER TREATMENT PLANT - RAW

************************************‘lr**‘k***************************************‘k

* User ID: CYA Station Number: 1510053-001 *
* Date/Time of Sample: |12]06(21]1356| Laboratory Code: 0004 *
* YY MM YY MM DD *
* Lo 0 Date Analysis completed: |12[Q7(02]| *
*  Submitted by: i // ) “‘) Phone #: ¥
R T T T e I A ******** H Kk e ok deodkoH ok KoK Fodkhkh ok ok k kA ok h ok kK * FhEhhkhkhh Ak dhhkdx i
PAGE 1 OF 1 ADDITIONAL ANALYSES

| MCL |REPORTING| CHEMICAL | ENTRY |ANALYSES| DLR|
| | UNITS | | # | RESULTS| |

7 MFL Asbestos (MFL) 81855 |< .20 | .20

+ Indicates Secondary Drinking Water Standards




Wh“_

Date of Report:
Laboratory Name:

Name of Sampler:

Date/Time Sample
12/11/07 1243

Collected:

12/11/30

Weck Laboratories, Inc

AA/DP/MO/TB

Date/Time Sample
Received @ Lab:

11/08/12 09:20

aratory San

Weck Laboratories, Inc.

Analvtical Lab Since 1964

Sample ID No.: 2K08008-05

Signature Lab ol L)
Director: 4__}-{.;!?‘?( KoI7 it
A _.,;r

/ v

Date Analyses
Completed:

12/11/24

System Name:

Name or Number of Sample Source:

ANTELOPE VALLEY E KERN WTR AGY F

System Number: 15100563

WATER TREATMENT PLANT - RAW

UserID: CYA

Date/Time of Sample:

Submitted By:

112111]107112143
YY MMDDTT TT

Weck Laboratories, Inc

Station Number: 1510053-001

Laboratory Code: 9588

Date of Analyses Completed: | 12]11]24
YY MM DD

Phone #: (626) 336-2139

TEST Units ENTRY ANALYSES
METHOD CHEMICAL i3 RESULTS MCL DLR
5242 ! Total Trihalomethanes (TTHMs) ug/L 82080 ND 80
5242 | Bromodichloromethane ug/L | 32101 ND | 1
| 5242 | Bromoform ug/L 32104 | ND 1
524.2 Chloroform (Trichloromethane) ug/L 32106 | ND 1
524.2 Dibromochloromethane ug/L 32105 | ND 1
5242 | Benzene ug/L 34030 ND 1 | 0.5 ‘
524.2 | Carbon Tetrachloride ug/L 32102 | ND 0.5 | 05 |
524.2 | 1,2-Dichlorobenzene (0-DCB) ug/L | 34536 | ND 600 | 0.5 |
5242 1,4-Dichlorobenzene (p-DCB) ug/L | 34571 ND 5 | 0.5 |
524.2 1,1-Dichloroethane (1,1-DCA) ug/L | 34496 ND 5| 05 |
5242 | 1.2-Dichloroethane (1,2-DCA) ug/L | 34531 ND 0.5 | 0.5 |
| 5242 | 1.1-Dichioroethylene (1,1-DCE) ug/L 34501 ND | 6 | 0.5 i
| 5242 | cis-1,2-Dichloroethylene (c-1,2-DCE) ug/L 77093 ND | 6 05 |
5242 trans-1,2-Dichloroethylene (t-1,2-DCE) ug/L 34546 | ND | 10 0.5 |
5242 Dichloromethane (Methylene Chloride) ug/L 34423 | ND | 5 05
| 5242 | 1.2-Dichloropropane ugll | 34541 | ND | 5 0.5
| 524.2 | Total 1,3-Dichloropropene ug/L | 34561 | ND | 0.5 0.5
524.2 Ethyl Benzene ug/L | 34371 ND 300 0.5
524.2 Methy! tert-Butyl Ether(MTBE) ug/l | 46491 ND 5 3
| 5242 | Monochlorobenzene (Chlorobenzene) ug/L 34301 ND 70 0.5
| 5242 | Styrene ug/L 77128 ND 100 0.5
5242 1,1,2,2-Tetrachloroethane ug/L 34516 | ND 1 | 0.5
524.2 Tetrachloroethylene (PCE) ug/L | 34475 | ND 5 | 0.5 |
| | | | | |
2K08008-05 : 1510053-001 Page 1 of 4

14859 East Clark Avenue, City of Industry, CA 91745

Phone: (626) 336-2139 Fax: (626) 336-2634

www.wecklabs.com



Whll_

Weck Laboratories, Inc.

Analytical Laboratory Service - Since 1964
TEST ‘ Units ENTRY | ANALYSES
METHOD CHEMICAL | # RESULTS | MCL DLR
‘ 5242 | Toluene ‘ ug/L ‘ 34010 ND 150 05
5242 | 1,24-Trichlorobenzene ug/l | 34551 ND | 5 0.5 |
5242 | 1,1,1-Trichloroethane (1,1,1-TCA) ug/L | 34506 ND | 200 0.5
524.2 1,1,2-Trichloroethane (1,1,2-TCA) ug/L 34511 | ND | 5 05
‘ 524.2 Trichloroethylene (TCE) i ug/L 39180 | ND 5 05
524.2 | Trichlorofluoromethane (FREON 11) | ug/L 34488 | ND 150 | 5
| 5242 | Trichlorotrifiuoroethane (FREON 113) | uglk | 81611 ‘ ND 1200 | 10
524.2 | Vinyl Chloride (VC) | ugll | 30175 | ND 0.5 05
524.2 m,p-Xylene | uglk | A014 | ND 0.5
5242 o-Xylene ug/L 77135 ND | 05
‘ 524.2 |Tota|xwenes (mp, &o) ug/L ‘ 81551 ND 1750
' ‘ --[UNREGULATED ORGANIC CHEMICALS] |
Thiobencarb (BOLERO) ug/L A-001 ND 70 1
524.2 tert-Amyl Methy| Ether (TAME) ‘ ug/L A-034 ND 3
‘ 524.2 Bromobenzene | ugl 81555 ND | 05 |
| 5242 | Bromochloromethane | ug/L A-012 ND 05
524.2 | Bromomethane (Methyl Bromide) | ug/L | 34413 ND 0.5
5242 | n-Butylbenzene ug | A-010 ND | 05 |
5242 sec-Butylbenzene ug/L | 77350 | ND 05 |
524.2 tert-Butylbenzene ug/L | 77353 | ND 05 |
| 5242 | Chloroethane ug/L | 34311 ND 05 |
524.2 2-Chloroethylvinyl Ether | uglt 34576 ND | i
5242 Chloromethane (Methyl Chloride) | ug/L 34418 ND | 05
524.2 2-Chlorotoluene | ug/L A-008 | ND | | 0.5
524.2 4-Chlorotoluene | ug/L A-009 | ND | 05
524.2 Dibromomethane ug/L | 77596 | ND | 05
5242 1,3-Dichlorobenzene (m-DCB) ug/L | 34566 ‘ ND | 05
5242 | Dichlorodiflucromethane (Freon 12) _ ug/L | 34668 | ND | 0.5
524.2 1,3-Dichloropropane | ug/L | 77173 | ND | 0.5
5242 | 2,2-Dichloropropane | ug/L | 77170 ND | 05
524.2 | 1,1-Dichloropropene | ug/L 77168 ND 05 |
524.2 | Diisopropyl Ether (DIPE) ' ug/L A-036 ND 3 :
524.2 Ethyl tert-Butyl Ether (ETBE) uglL | A-033 | ND 3 |
5242 | Hexachlorobutadiene | ug/L | 34391 | ND 05 |
5242 | Isopropylbenzene (Cumene) | ug/L | 77223 | ND 05 |
5242 | p-lsopropyltoluene | ugh | AO11 | ND | | |
5242 Naphthalene ug/L 34696 | ND | | 05 |
‘ 5242 | n-Propylbenzene ug/L 77224 ND | | 05 |
5242 | 1,1,1,2-Tetrachloroethane ugh | 77562 ND | | 05
5242 1,2,3-Trichlorobenzene | ug/L | 77613 | ND | | 05
| 5242 1,2 4-Trimethylbenzene | ug/L | 77222 | ND | ' 0.5
' 524.2 | 1,3,5-Trimethylbenzene | ug/L | 77226 | ND 05
I |
2K08008-05 : 1510053-001 Page 2 of 4

14859 East Clark Avenue, City of Industry, CA 91745
www.wecklabs.com

Phone: (626) 336-2139

Fax: (626) 336-2634



W “‘ I_ Weck Laboratories, Inc.

| AR LA RRR BRI Analy
Analy

ytical Laboratory Service - Since 1964

TEST Units ENTRY ANALYSES
METHOD CHEMICAL # . RESULTS MCL DLR
524.2 Methy! Ethyl Ketone (MEK, Butanone) ug/L 81595 | ND 5
‘ 524.2 Methyl Isobutyl Ketone (MIBK) ug/L | 81596 ND
| 524.2 cis-1,3-Dichloropropene (D-D) ‘ ug/L ‘ 34704 ND 05
5242 trans-1,3-Dichloropropene | ug/L | 34699 ND | 05 .
Nitrate + Nitrite as Nitrogen(N) (ug/L) ‘ ug/L ‘ A-029 ND 10000 400
| Nitrite as Nitrogen(N) (ug/L) | uglL | 00620 ND 1000 | 400
| | Cyanide (ug/L) ug/L | 01291 ND 150 | 100
| Perchlorate (ug/L) ug/L A-031 ND 6 | 4
- Total Cations Meq/L Value: '
Total Hardness (as CaCO3) (mg/L) mg/L 00900 96
l Total Hardness (as CaCO3) (mg/L) mg/L 00900 96.4
| Calcium (Ca) (mg/L) | mg/L 00916 | 17.4
| Magnesium (Mg) (mg/L) . mglL 00927 12.9
Sodium (NA) (mg/L) | mglL | 00929 56
Potassium (K) (mg/L) | mglL | 00937 2.8
- Total Anions Meg/L Value: |
| Total Alkalinity (AS CaCO3) (ma/L) mag/L 00410 85 |
‘ | Hydroxide (OH) (mg/L) ma/L | 71830 ND |
| Carbonate (CO3) (mg/L) mg/lL | 00445 ND
| Bicarbonate (HCO3) (mg/L) mg/L | 00440 | 100
Sulfate (S04) (mg/L) . mglL 00945 30 | * 0.5
. Chloride (CI) (mg/L) . mglL 00940 91 <
‘ | Nitrate (as NO3) (mg/L) | ma/L 71850 2.2 45 2
| Fluoride (F) (Natural-Source) | . mg/L 00951 ND | 2 0.1
--[INORGANIC CHEMICALS] :
PH (Laboratory) (Std.Units) Std.Units | 00403 | 7.66
| Specific Conductance (E.C.) (umhos/cm) umho/cm | 00095 | 510 | i |
| Total Filterable Residue@180C(TDS)(mg/L) mgll | 70300 | 270 | o |
| Apparent Color (Unfiltered) (Units) | Units | 00081 | 5.0 15 | |
| Odor Threshold at 60 C (TON) | TON | 00086 | 2.0 3| 1]
Lab Turbidity (NTU) | NTU 82079 | 1.2 5| |
' MBAS (mg/L) [ maglL 38260 ND 05 | |
‘ ~[ADDITIONAL ANALYSES] |
Aluminum (Al) (ug/L) ug/L 01105 ND 1000 50
. Antimony (ug/L) ug/L | 01097 ND 6 6 |
‘ Arsenic (As) (ug/L) | ug/L | 01002 | 2.1 | 10 2 |
| Barium (Ba) (ug/L) | ug/L | 01007 | ND | 1000 100
| Beryllium (ug/L) | ugL | 01012 | ND | 4 1
Cadmium (Cd) (ug/L) ug/L 01027 | ND | 5 1
‘ Chromium (Total Cr) (ug/L) ug/L 01034 | ND | 50 10
| | Copper (Cu) (ug/L) . ug/L 01042 ND | 1000 50
i Iron (Fe) (ug/L) | ug/L | 01045 ND | 300 | 100
I | | |
2K08008-05 : 1510053-001 Page 3 of 4

14859 East Clark Avenue, City of Industry, CA 91745 Phone: (626) 336-2139 Fax: (626) 336-2634
www.wecklabs.com



| I Weck Laboratories, Inc.
A RIAERERRRARENEN] Analytical Laboratory Service - Since 1964
- TEST | | Units ENTRY ANALYSES |
METHOD | CHEMICAL ' i RESULTS | MCL  DLR |
--[ADDITIONAL ANALYSES] ‘ '
| | Lead (Pb) (ug/L) ug/L 01051 ‘ ND ‘ ‘ 5 ‘
| | Manganese (Mn) (ug/L) | ug/L 01055 | ND | 50 20
Mercury (Hg) (ug/L) | ug/L 71900 ND 2 1
Nickel (ug/L) ug/L | 01067 ND 100 10
‘ | Selenium (Se) (ug/L) ug/L | 01147 | ND | 50 | 5
| Silver (Ag) (ug/L) | ug/L | 01077 | ND | 100 | 10 |
Thallium (ug/L) | ug/L 01059 | ND | 2 | 1]
‘ | Zinc (Zn) (uglL) | ug/L 01092 | ND 5000 | 50 |
Laboratory Comments and Description of Additional Components Found (Comments in this section are for Client
Information only and will NOT be transmitted to CDPH via EDT):
RAW :
2K08008-05 : 1510053-001 Page 4 of 4

14859 East Clark Avenue, City of Industry, CA 91745

www.wecklabs.com

Phone: (626) 336-2139

Fax: (626) 336-2634



Antelope Valley-East Kern Water Agency

TOC Removal Running Annual Average

Kern System No. 1510053

Sample Alkalinity Raw TOC  Treated TOC  Actual % Required % "TOC Removal Ratio"
Date Plant mgCaCO3/L mg/L mg/L TOC reduction TOC reduction actual % /required %
1/11/2012 RWTP 771 243 1.46 399 25 16
2/8/2012 RWTP 80.9 278 1.69 39.2 25 1.6
3/14/2012 RWTP 87.9 1.48 1.11 25.0 25 1.0
4/10/2012 RWTP 84.8 3.06 1.97 356 25 1.4
5/9/2012 RWTP 771 267 1.77 33.7 25 1.3
6/13/2012 RWTP 75.2 2.64 1.61 39.0 25 1.6
7111/2012 RWTP 69.7 3.02 1.73 427 25 1
8/9/2012 RWTP 66.4 2.59 1.38 46.7 25 1.9
9/12/2012 RWTP 62.9 2.18 1.17 46.3 25 1.9
10/10/2012 RWTP 75.4 2.25 1.28 431 25 1.7
11/14/2012 RWTP 70.0 212 1.28 39.6 25 1.6
12/12/2012 RWTP 80.4 2.02 1.37 32.2 25 1.3
Minimum 62.9 1.5 1.1 25.0
Maximum 87.9 3.1 2.0 46.7
RAA 75.7 24 1.5 38.6
Running Annual Average (RAA) 1.5

Title 22 California Code of Regulations Article 5:
Required percent TOC reduction®*

Table 64536.2-A Source Water Alkalinity

Raw TOC 0-80 <60 -120 >120
>20-4.0 350 % 25.0% 15.0 %
>4.0-8.0 45.0 % 35.0 % 25.0 %
>8.0 50.0 % 40.0 % 30.0 %

**If one or more of the section 64536 .4(b) 1-6 conditions are met, the system may assign a monthly value of 1 for the TOC removal ratio in lieu of the calculated val
List condition when used:

L= R B R

. The system's source water TOC level, prior to any treatment is less than or equal to 2.0 mg/L
. The system's treated water TOC level is less than or equal to 2,0 mg/L
. The system's source water SUVA, prior to any treatment, is less than or equal to 2.0 L/mg-m
- The system's finished water SUVA is less than or equal to 2.0 L/mg-m
. A system praclicing softening removes at least 10 mg/L of magnesium hardness (as CaCO3)
. A system practicing enhanced softening lowers alkalinity below 60 mg/L (as CaC03)



GENERAL MINERAL & PHYSICAL & INORGANIC ANALYSIS
12/01/19

Date of Report:
Laboratory
Name:

Date/Time Sample

Collected:12/01/11/0728

ANTELOPE VALLEY-EAST KERN WATER AGENCY
Name of Sampler:RAY RODRIGUEZ

(9/99)

Sample ID No.QQ7 \

Signature Lab

Date/Time Sample

System

Received @ Lab: 12/01/11/0725

Dlrectoraﬁ_m_£f#5;

AT RO

Employed By: AVEK ZTATER & A@ENEY

Date Analyses

Name:ANTELOPE VALLEY E KERN WTR AGY F
Name or Number of Sample Source:WATER TREATMENT PLANT - RAW

i e R B T T a0 R I

* User ID: CYA

+ Ok * ok

Submitted by:

Date/Time of Sample:

Station Number:

112101111(0728 |
YY MM DD TTTT

Date Analysis completed:
Phone #:

System

Number: 1510053

Laboratory Code:

1510053-001

Completed:12/01/18

6080

YY MM DD

*
*
*
112101118 *
i3
*

*****‘k***************************‘k***********‘k‘k*‘k******************************

| MCL |REPORTING| CHEMICAL | ENTRY | ANALYSES| DLR]
| | UNITS | | " | RESULTS | |
mg /L Total Hardness (as CaC03) (mg/L) 00900 |
mg/L Calcium (Ca) (mg/L) 00916 | I
mg/L Magnesium (Mg) (mg/L) 00927 | |
mg/L Sodium (NA) (mg/L) 00929 | |
mg /L Potassium (K) (mg/L) 00937 | I
| Total Cations Meqg/L Value:
mg /L Total Alkalinity (AS CaC03) (mg/L) 00410 | T hwdtl|
mg/L Hydroxide (OH) (mg/L) 71830 |
mg/L Carbonate (CO3) (mg/L) 00445 |
mg/L Bicarbonate (HCO3) (mg/L) 00440 | |
* mg/L+ Sulfate (S04) (mg/L) 00945 | I 5
* mg/L+ Chloride (Cl) (mg/L) 00940 | !
45 mg/L Nitrate (as NO3) (mg/L) 71850 | | 2.0
2 . mg/L Fluoride (F) (Natural-Source) 00951 | | .1
| Total Anions Meq/L Value:
Std.Units+ PH (Laboratory) (Std.Units) 00403 | |
*** umho/cm+ Specific Conductance (E.C.) (umhos/cm) 00095 | |
ek ke mg/L+ Total Filterable Residue@l80C(TDS) (mg/L) 70300 | |
15 Units Apparent Color (Unfiltered) (Units) 00081 | [
3 TON Odor Threshold at 60 C (TON) 00086 | | 1.
5 NTU Lab Turbidity (NTU) 82079 |
0.5 mg/L+ MBAS (mg/L) 38260 | |
* 250-500-600 % D.ao—-1."7 **% 900-1600-2200 =k H00-1000-1500



PAGE 2 OF 2

ADDITIONAL ANALYSES

007
| MCL |REPORTING| CHEMICAL | ENTRY |ANALYSES| DLR]
| | UNITS | | # | RESULTS| |
mg/L Total Organic Carbon (TOC) (mg/L) 00680 | 2.43] 0.30
+ Indicates Secondary Drinking Water Standards




EDT

GENERAL MINERAL & PHYSICAL & INORGANIC ANALYSIS (9/99)
Date of Report: 12/02/24 Sample ID No.020

Laboratory Signature LaQ‘::____n,#_ B

Name: ANTELOPE VALLEY-EAST KERN WATER AGENCY Director: Syore=——— =

Name of Sampler:RAY RODRIGUEZ Employed By: AVEK WATER AGENCY
Date/Time Sample Date/Time Sample Date Analyses
Collected:12/02/08/0654 Received @ Lab:12/02/08/1130 Completed:12/02/23
System System

Name:ANTELOPE VALLEY E KERN WTR AGY F Number: 1510053

Name or Number of Sample Source:WATER TREATMENT PLANT - RAW

*‘k***k‘k**********‘k******‘k*1\'*****'k************************************************

* User ID: CYA Station Number: 1510053-001 *
* Date/Time of Sample: [12|02|08|0654 | Laboratory Code: 6080 *
* YY MM DD TTTT YY MM DD *
* Date Analysis completed: [12]02]23| *
* Submitted by: Phone #: ®
*‘****‘k**'kir******‘**-)r**‘k****i-**-)r***‘k***'k‘k******‘k*‘k****'Jr‘Jr**************************

| MCL |REPORTING] CHEMICAL |ENTRY | ANALYSES| DLR|
| | UNITS | | # | RESULTS| |
mg/L Total Hardness (as CaC03) (mg/L) 00900 | |
mg/L Calcium (Ca) (mg/L) 00916 | |
mg/L Magnesium (Mg) (mg/L) 00927 |
mg/L Sodium (NA) (mg/L) 00929 |
mg/L Potassium (K) (mg/L) 00937 | |
| Total Cations Meq/L Value:
mg/L Total Alkalinity (AS CaCO3) (mg/L) 00410 | 80.9|
mg/L Hydroxide (OH) (mg/L) 71830 | r
mg /L Carbonate (CO3) (mg/L) 00445 |
mg/L Bicarbonate (HCO3) (mg/L) 00440 |
mg/L+ Sulfate (S04) (mg/L) 00945 | | 5
mg/L+ Chloride (Cl) (mg/L) 00940 |
45 mg/ L Nitrate (as NO3) (mg/L) 71850 | | 2.0
2 . mg/L Fluoride (F) (Natural-Source) 00951 | | .1
| Total Anions Meq/L Value:
Std.Units+ PH (Laboratory) (Std.Units) 00403 | |
*** umho/cm+ Specific Conductance (E.C.) (umhos/cm) 00095 | |
R mg /L+ Total Filterable Residue@18OC(TDS}(mg/L) 70300 |
15 Units Apparent Color (Unfiltered) (Units) 00081 | |
3 TON Odor Threshold at 60 C (TON) 00086 | I 1
5 NTU Lab Turbidity (NTU) 82079 | |
0.5 mg/L+ MBAS (mg/L) 38260 |

* 250-500-600 ** 0.6=-1.7 ***% 900-1600-2200 ®F¥¥ 500-1000-1500



PAGE 2 OF 2

ADDITIONAL ANALYSES

020
| MCL |REPORTING| CHEMICAL | ENTRY |[ANALYSES| DLR|
| | UNITS | | # | RESULTS| |
mg/L Total Organic Carbon (TOC) (mg/L) 00680 | 2.78] 0.30
+ Indicates Secondary Drinking Water Standards




EDT

GENERAL MINERAL & PHYSICAL & INORGANIC ANALYSIS (9/99)

Date of Report: 12/03/30 Sample ID No.031

Laboratory Signature Lab > T

Name: ANTELOPE VALLEY-EAST KERN WATER AGENCY Directo?f"%%?fﬁ;;f/f

Name of Sampler:RAY RODRIGUEZ Employed By: AVEK“WATER ZAGENCY
Date/Time Sample Date/Time Sample Date Analyses
Collected:12/03/14/0942 Received @ Lab:12/03/14/1105 Completed:12/03/29
System System

Name : ANTELOPE VALLEY E KERN WTR AGY F Number: 1510053

Name or Number of Sample Source:WATER TREATMENT PLANT - RAW

***'k‘k*****‘k‘Jr***')(*******‘k-!r***';\-******-Jr******-Jr**‘)r*'JrJr*‘k*-)r*-k*************************

* User ID: CYA Station Number: 1510053-001
* Date/Time of Sample: |12|03(14]|0942| Laboratory Code: 6080 *
2 YY MM DD TTTT YY MM DD *
* Date Analysis completed: [12|03]29]| *
* Submitted by: Phone #: *
***‘k*****'Jr‘k*****Jr**‘***************‘k*******************-)r***‘k***********‘******'*‘k***
| MCL |REPORTING | CHEMICAL [ ENTRY |ANALYSES| DLR|
| | UNITS | | # | RESULTS | |
mg/L Total Hardness (as CaC03) (mg/L) 00300 | |
mg/L Calcium (Ca) (mg/L) 00916 | I
mg/L Magnesium (Mg) (mg/L) 00927 | r
mg/L Sodium (NA) (mg/L) 00929 |
mg/L Potassium (K) (mg/L) 00937 |
| Total Cations Meq/L Value: l
mg/L Total Alkalinity (AS CaC03) (mg/L) 00410 | 87.9|
mg/L Hydroxide (OH) (mg/L) 71830 |
mg/L Carbonate (CO3) (mg/L) 00445 |
mg/L Bicarbonate (HCO03) (mg/L) 00440 | |
mg/ L+ Sulfate (S04) (mg/L) 00945 | | 5
* mg/L+ Chloride (Cl) (mg/L) 00940 |
45 mg/L Nitrate (as NO3) (mg/L) 71850 | | 2.0
2 . mg/L Fluoride (F) (Natural-Source) 00951 | | .1
| Total Anions Meqg/L Value:
Std.Units+ PH (Laboratory) (Std.Units) 00403 | |
*** umho/cm+ Specific Conductance (E.C.) (umhos/cm) 00095 | |
ki mg/L+ Total Filterable Residue@180C (TDS) (mg/L) 70300 | |
15 Units Apparent Color (Unfiltered) (Units) 00081 |
3 TON Odor Threshold at 60 C (TON) 00086 | | 111
5 NTU Lab Turbidity (NTU) 82079 |
0.5 mg/L+  MBAS (mg/L) 38260 | |

* 250-500-600 A% Q. 6-1.7 *** 900-1600-2200 FxFx 500-1000-1500



PAGE 2 OF 2

ADDITIONAL ANALYSES 031
| MCL |REPORTING| CHEMICAL |ENTRY | ANALYSES| DLR|
| | UNITS | | # | RESULTS | |
mg/L Total Organic Carbon (TOC) (mg/L) 00680 | 1.48] 0.30

+ Indicates Secondary Drinking Water Standards




EDT

GENERAL MINERAL & PHYSICAL & INORGANIC ANALYSIS (9/99) ~
Date of Report: 12/04/26 Sample ID No.050 K
Laboratory Signature Lab . T
Name: ANTELOPE VALLEY-EAST KERN WATER AGENCY Directofr o L
Name of Sampler:Ray Rodriguez Employed By: AVEKWater Ag/hcy
Date/Time Sample Date/Time Sample Date Analyses
Collected:12/04/10/072%5 Received @ Lab:12/04/10/1130 Completed 12/04/20
System System
Name:ANTELOPE VALLEY E KERN WTR AGY F Number: 1510053

Name or Number of Sample Source:WATER TREATMENT PLANT - RAW

kb hhhhdh bk kb r kbbb h bbbk bbbk hhhhhhhh bk hhhkhkkdh kb khhhkh bk hk ok ko hkkkkok koo dhkdhhkohhdk

* User ID: CYA Station Number: 1510053-001 *
* Date/Time of Sample: [12|04|10]0729] Laboratory Code: 6080 *
* YY MM DD TTTT YY MM DD *
* Date Analysis completed: |12]04|20| *
* Submitted by: Phone #: *

T T 2 a2 I

| MCL |REPORTING| CHEMICAL |ENTRY | ANALYSES| DLR|
| | UNITS | | e | RESULTS | |
mg/L Total Hardness (as CaCO3) (mg/L) 005900 | |
mg/L Calcium (Ca) (mg/L) 00916 | |
mg/L Magnesium (Mg) (mg/L) 00927 | [
mg/L Sodium (NA) (mg/L) 00929 | f
mg/L Potassium (K) (mg/L) 00937 | |
| Total Cations Meqg/L Value:
mg/L Total Alkalinity (AS CaCO3) (mg/L) 00410 | 84.8|
mg/L Hydroxide (OH) (mg/L) 71830 |
mg/L Carbonate (CO3) (mg/L) 00445 |
mg/L Bicarbonate (HCO3) (mg/L) 00440 | |
mg/L+ Sulfate (S04) (mg/L) 00945 | | 5
mg/ L+ Chloride (Cl) (mg/L) 00940 | |
45 mg/ L Nitrate (as NO3) (mg/L) 71850 | | 2.0
2 . mg/L Fluoride (F) (Natural-Source) 00951 | | ol
| Total Anions Meq/L Value:
Std.Units+ PH (Laboratory) (Std.Units) 00403 | |
*** umho/cm+ Specific Conductance (E.C.) (umhos/cm) 00095 | |
kK K mg/ L+ Total Filterable Residue@180C(TDS) (mg/L) 70300 |
15 Units Apparent Color (Unfiltered) (Units) 00081 | |
3 TON Odor Threshold at 60 C (TON) 00086 | | 1
5 NTU Lab Turbidity (NTU) 82079 | |
Q.5 mg/L+ MBAS (mg/L) 38260 | I

* 250-500-600 & B 6= 17 *** 900-1600-2200 *&*% 500-1000-1500



PAGE 2 OF 2

ADDITIONAL ANALYSES 050
| MCL |REPORTING| CHEMICAL | ENTRY | ANALYSES| DLR]|
| | UNITS | | # | RESULTS | |
mg /L Total Organic Carbon (TOC) (mg/L) 00680 | 3.06| 0.30

+ Indicates Secondary Drinking Water Standards




EDT

GENERAL MINERAL & PHYSICAL & INORGANIC ANALYSIS (9/99)

Date of Report: 12/05/14 Sample ID No.070

Laboratory Signature Lab )

Name: ANTELOPE VALLEY-EAST KERN WATER AGENCY DirectdfTH“Eﬁ?F‘*“ﬂ; ,;:4531"‘“)
Name of Sampler:Gary Hensley Employed By: AVEK“Water Agéncy
Date/Time Sample Date/Time Sample Date Analyses
Eollected:12/05/09/0723 Received @ Lab:12/05/09/1233 Completed:; 12/05/11
System System

Name :ANTELOPE VALLEY E KERN WTR AGY F Number: 1510053

Name or Number of Sample Source:WATER TREATMENT PLANT - RAW

')r')v'k*‘k*********'Jr*-)r***‘k*********************‘Jr*-Jr*-)r*********************************

* User ID: CYA Station Number: 1510053-001 ¥
* Date/Time of Sample: [12]05]09(0723] Laboratory Code: 6080 *
* YY MM DD TTTT YY MM DD *
* Date Analysis completed: [12|05]|11| *
* Submitted by: Phone #: &
*******-k******‘:{—****‘k‘k*‘k*******‘k********‘k*****************k*‘k********************
| MCL |REPORTING| CHEMICAL | ENTRY | ANALYSES| DLR|
| | UNITS | | # | RESULTS| |
mg/L Total Hardness (as CaC03) (mg/L) 00900 |
mg/L Calcium (Ca) (mg/L) 00916 |
mg/L Magnesium (Mg) (mg/L) 00927 |
mg/L Sodium (NA) (mg/L) 00929 |
mg /L Potassium (K) (mg/L) 00937 | |
| Total Cations Meqg/L Value: I
mg/L Total Alkalinity (AS CaC03) (mg/L) 00410 | 77.1]
mg/L Hydroxide (OH) (mg/L) 71830 |
mg/L Carbonate (CO3) (mg/L) 00445 |
mg/L Bicarbonate (HCO3) (mg/L) 00440 |
mg/L+ Sulfate (S04) (mg/L) 00945 | | o
mg/L+ Chloride (Cl) (mg/L) 00940 | I
45 mg/L Nitrate (as NO3) (mg/L) 71850 | | 2.0
2 . mg/L Fluoride (F) (Natural-Source) 00951 | | i}
| Total Anions Meq/L Value:
Std.Units+ PH (Laboratory) (Std.Units) 00403 | |
*¥** umho/cmt Specific Conductance (E.C.) (umhos/cm) 00095 | |
XFNH mg/L+ Total Filterable Residue@180C(TDS) (mg/L) 70300 |
15 Units Apparent Color (Unfiltered) (Units) 00081 | |
3 TON Odor Threshold at 60 C (TON) 00086 | | 1
5 NTU Lab Turbidity (NTU) B2079 | |
0.5 mg/L+ MBAS (mg/L) 38260 | I

* 250-500-600 ** 0.6-1.7 **% 900-1600-2200 AFER 500-1000~1500



PAGE 2 QOF 2

ADDITIONAL ANALYSES

070
| MCL |REPORTING] CHEMICAL | ENTRY | ANALYSES| DLR|
| | UNITS | [ # | RESULTS | |
mg/L Total Organic Carbon (TOC) (mg/L) 00680 | 2.67]1 0.30
+ Indicates Secondary Drinking Water Standards




EDT

GENERAL MINERAL & PHYSICAL & INORGANIC ANALYSIS (9/99)

Date of Report: 12/06/19 Sample ID No.089 i
Laboratory Signature Lab = (E o
Name: ANTELOPE VALLEY-EAST KERN WATER AGENCY Directori~ f——<~ ——
Name of Sampler:Ray Rodriguez Employed By: AVEK Water Agéncy
Date/Time Sample Date/Time Sample Date Analyses
Collected:12/06/13/0825 Received @ Lab:12/06/13/1100 Completed:12/06/15
System System

Name: ANTELOPE VALLEY E KERN WTR AGY F Number: 1510053

Name or Number of Sample Source:WATER TREATMENT PLANT - RAW

B e et e e e e e S "

* User ID: CYA Station Number: 1510053-001 e
* Date/Time of Sample: |12|06|13|0825] Laboratory Code: 6080 *
* YY MM DD TTTT YY MM DD *
% Date Analysis completed: |12|06|15] *
*  Submitted by: Phone #: ¥
e i e L R

| MCL |REPORTING | CHEMICAL | ENTRY | ANALYSES| DLR|
| | UNITS | | # | RESULTS | |
mg/L Total Hardness (as CaC03) (mg/L) 00900 |
mg/L Calcium (Ca) (mg/L) 00916 |
mg/L Magnesium (Mg) (mg/L) 00927 |
mg/L Sodium (NA) (mg/L) 00929 |
mg/L Potassium (K) (mg/L) 00937 |
| Total Cations Meq/L Value: |
mg/L Total Alkalinity (AS CaC03) (mg/L) 00410 | T2
mg/L Hydroxide (OH) (mg/L) 71830 | |
mg /L Carbonate (CO3) (mg/L) 00445 | |
mg/L Bicarbonate (HCO3) (mg/L) 00440 | |
mg/L+  Sulfate (S04) (mg/L) 00945 | | 5
¥ mg/L+ Chloride (Cl) (mg/L) 00940 | |
45 mg/L Nitrate (as NO3) (mg/L) 71850 | | 2.8
2 . mg/L Fluoride (F) (Natural-Source) 00951 | | Pl
| Total Anions Meq/L Value:
Std.Units+ PH (Laboratory) (Std.Units) 00403 | |
*** umho/cm+ Specific Conductance (E.C.) (umhos/cm) 00095 |
ok kK mg/L+ Total Filterable Residue@180C(TDS) (mg/L) 70300 |
15 Units Apparent Color (Unfiltered) (Units) 00081 |
3 TON Odor Threshold at 60 C (TON) 00086 | | 1.
2} NTU Lab Turbidity (NTU) 82079 |
0.5 mg/L+ MBAS (mg/L) 38260 |

* 250-500-600 **x Q.6-1.7 k% 900-1600-2200 **%+ 500-1000-1500



PAGE 2 QF 2

ADDITICNAL ANALYSES

089
| MCL |REPORTING| CHEMICAL [ ENTRY |ANALYSES| DLR|
| | UNITS | | # | RESULTS| |
mg/L Total Organic Carbon (TOC) (mg/L) 00680 | 2.64] 0.30
+ Indicates Secondary Drinking Water Standards




EDT

GENERAL MINERAL & PHYSICAL & INORGANIC ANALYSIS (9/99)

Date of Report: 12/07/26 Sample ID No.110

Laboratory Signature Lab . Mo e
Name: ANTELOPE VALLEY-EAST KERN WATER AGENCY Director: i =5
Name of Sampler:Ray Rodiguez Employed By: AVEK-Water Ageficy —
Date/Time Sample Date/Time Sample Date Analyses
Collected:12/07/11/0810 Received @ Lab:12/07/11/1132 Completed:12/07/19
System System

Name: ANTELOPE VALLEY E KERN WTR AGY F Number: 1510053

Name or Number of Sample Source:WATER TREATMENT PLANT - RAW

****************************k*‘k*******‘k**************‘ir****************‘k*********

* User ID: CYA Station Number: 1510053-001
* Date/Time of Sample: [12]07|11/0810]| Laboratory Code: 6080 *
* YY MM DD TTTT YY MM DD *
* Date Analysis completed: [12|07]19| *
* Submitted by: Phone #: %
*****‘k‘k***-)r**k**‘k****'k************************-)c*******‘k**************************
| MCL |REPORTING | CHEMICAL | ENTRY | ANALYSES| DLR]
| | UNITS | | # | RESULTS | |
mg/L Total Hardness (as CaCO03) (mg/L) 00900 |
mg/L Calcium (Ca) (mg/L) 00916 |
mg/L Magnesium (Mg) (mg/L) 00927 |
mg/L Sodium (NA) (mg/L) 00929 | |
mg/L Potassium (K) (mg/L) 00937 | |
| Total Cations Meqg/L Value: |
mg/L Total Alkalinity (AS CaCO03) (mg/L) 00410 | 69.7]
mg/L Hydroxide (OH) (mg/L) 71830 |
mg/L Carbonate (CO03) (mg/L) 00445 |
mg/L Bicarbonate (HCO3) (mg/L) 00440 |
mg/ L+ Sulfate (S04) (mg/L) 00945 | | 5
* mg/L+ Chloride (Cl) (mg/L) 00940 | |
45 mg/L Nitrate (as NO3) (mg/L) 71850 | | 2.0
2 . mg/L Fluoride (F) (Natural-Source) 00951 | | i
| Total Anions Meq/L Value:
Std.Units+ PH (Laboratory) (Std.Units) 00403 |
***% umho/cm+ Specific Conductance (E.C.) (umhos/cm) 00095 | i
* ok kK mg/L+ Total Filterable Residue@180C(TDS) (mg/L) 70300 | |
15 Units Apparent Color (Unfiltered) (Units) 00081 |< |
3 TON Odor Threshold at 60 C (TON) 00086 |< | T
5 NTU Lab Turbidity (NTU) 82079 |
=5 mg/L+ MBAS (mg/L) 38260 | |

* 250-500-600 *% 0.6-1.7 *** 900-1600-2200 xxkdk 500-1000-1500



PAGE 2 OF 2 ADDITIONAL ANALYSES 110

| MCL |REPORTING]| CHEMICAL | ENTRY | ANALYSES| DLR|

| | UNITS | | # | RESULTS| |
mg/L Total Organic Carbon (TOC) (mg/L) 00680 | 3.02| 0.30

+ Indicates Secondary Drinking Water Standards




EDT

GENERAL MINERAL & PHYSICAL & INORGANIC ANALYSIS (9/99)
Date of Report: 12/08/28 Sample ID No.129
Laboratory Signature Lab
Name: ANTELOPE VALLEY-EAST KERN WATER AGENCY Director=—— =

Name of Sampler:Ray Rodriguez Employed By: AVEK-Water Ag:gg?’““—"
Date/Time Sample Date/Time Sample Date Analydes

Collected:12/08/09/0659 Received @ Lab:12/08/09/0813 Completed:12/08/16
System System
Name: ANTELOPE VALLEY E KERN WTR AGY F Number: 1510053

Name or Number of Sample Source:WATER TREATMENT PLANT - RAW

***-k**-Jr**1':*******-!r**‘k‘k*-ir**‘k*-k***-)r**')(****‘k***'Jr*********‘k**************************

* User ID: CYA Station Number: 1510053-001
* Date/Time of Sample: |12(08|09|0659] Laboratory Code: 6080 *
o YY MM DD TTTT YY MM DD *
* Date Analysis completed: [12|08|16]| *
* Submitted by: Phone #: *
***************‘k*************'**‘*’***'***’********“'*********************************
| MCL |REPORTING | CHEMICAL | ENTRY |ANALYSES| DLR|
| | UNITS | | # | RESULTS| |
mg/L Total Hardness (as CaCO3) (mg/L) 00900 | |
mg/L Calcium (Ca) (mg/L) 00916 | |
mg/L Magnesium (Mg) (mg/L) 00927 |
mg/L Sodium (NA) (mg/L) 00929 |
mg /L Potassium (K) (mg/L) 00937 | J
| Total Cations Meq/L Value: |
mg/L Total Alkalinity (AS CaCO3) (mg/L) 00410 | 66.4 |
mg/L Hydroxide (OH) (mg/L) 71830 |
mg/L Carbonate (CO3) (mg/L) 00445 |
mg/L Bicarbonate (HCO3) (mg/L) 00440 | |
mg/L+ Sulfate (S04) (mg/L) 00945 | | 5
mg/L+ Chloride (Cl) (mg/L) 00940 |
45 mg/L Nitrate (as NO3) (mg/L) 71850 | | 2.0
2 . mg/L Fluoride (F) (Natural-Source) 00951 | | L1
| Total Anions Meq/L Value:
Std.Units+ PH (Laboratory) (Std.Units) 00403 | |
*** umho/cm+ Specific Conductance (E.C.) (umhos/cm) 00095 | |
* kKK mg/L+ Total Filterable Residue@180C(TDS) (mg/L) 70300 |
15 Units Apparent Color (Unfiltered) (Units) 00081 | |
3 TON Odor Threshold at 60 C (TON) 00086 | [ 1.
5 NTU Lab Turbidity (NTU) 82079 |
0.5 mg/L+ MBAS (mg/L) 38260 | |

* 250-500~600 0 61,7 *** 900-1600-2200 *x**+ 500-1000-1500



PAGE 2 OF 2

ADDITIONAL ANALYSES 129
| MCL |REPORTING | CHEMICAL |[ENTRY | ANALYSES| DLR|
| | UNITS [ | # | RESULTS| |
mg/L Total Organic Carbon (TOC) (mg/L) 00680 | 22959 0,30

+ Indicates Secondary Drinking Water Standards




EDT

GENERAL MINERAL & PHYSICAL & INORGANIC ANALYSIS (9/99)

Date of Report: 12/09/24 Sample ID No.148

Laboratory Signature L@Q:E%;;;éééziﬂa, _

Name: ANTELOPE VALLEY-EAST KERN WATER AGENCY Director: ;ﬂ##f*”#)q“

Name of Sampler:Terry Brown Employed By: AVEK Water Agerncy
Date/Time Sample Date/Time Sample Date Analyses
Collected:12/09/12/0747 Received @ Lab:12/09/12/1155 Completed:12/09/21
System System

Name: ANTELOPE VALLEY E KERN WTR AGY F Number: 1510053

Name or Number of Sample Source:WATER TREATMENT PLANT - RAW

*************************#******************************************************

* User ID: CYA Station Number: 1510053-001
* Date/Time of Sample: [12]109]11210747 | Laboratory Code: 6080 *
* YY MM DD TTTT YY MM DD *
* Date Analysis completed: [12|09(|21]| *
*  Submitted by: Phone #: e
********************************************************************************
| MCL |REPORTING| CHEMICAL | ENTRY | ANALYSES| DLR]
| | UNITS | [ # | RESULTS | |
mg/L Total Hardness (as CaCO03) (mg/L) 00900 |
mg/L Calcium (Ca) (mg/L) 00916 |
mg/L Magnesium (Mg) (mg/L) 00927 | J
mg /L Sodium (NA) (mg/L) 00929 | I
mg/L . Potassium (K) (mg/L) 00937 |
| Total Cations Meqg/L Value: |
mg/L Total Alkalinity (AS CaCO3) (mg/L) 00410 | 62.9]
mg/L Hydroxide (OH) (mg/L) 71830 |
mg/L Carbonate (CO3) (mg/L) 00445 |
mg/L Bicarbonate (HCO3) (mg/L) 00440 |
mg/L+ Sulfate (S04) (mg/L) 00945 | I 5
mg/L+ Chloride (Cl) (mg/L) 00940 |
45 mg/L Nitrate (as NO3) (mg/L) 71850 | | 2.0
2 . mg/L Fluoride (F) (Natural-Source) 00951 | | i
| Total Anions Meq/L Value:
Std.Units+ PH (Laboratory) (Std.Units) 00403 | |
*** umho/cm+ Specific Conductance (E.C.) (umhos/cm) 00095 | |
HWHk mg/L+ Total Filterable Residue@180C(TDS) (mg/L) 70300 | I
15 Units Apparent Color (Unfiltered) (Units) 00081 |
3 TON Odor Threshold at 60 C (TON) 00086 | N =
5 NTU Lab Turbidity (NTU) 82079 | |
0.5 mg/ L+ MBAS (mg/L) 38260 |

* 250-500-600 D=1, 7 *** 900-1600-2200 ¥¥x*x 500~-1000-1500



PAGE 2 OF 2

ADDITIONAL ANALYSES

148

| MCL |REPORTING | CHEMICAL |ENTRY | ANALYSES| DLR|
| | UNITS | | i | RESULTS| |
mg/L Total Organic Carbon (TOC) (mg/L) 00680 | 2.18| 0.30

+ Indicates Secondary Drinking Water Standards




EDT

GENERAL MINERAL & PHYSICAL & INORGANIC ANALYSIS (9/99)

Date of Report: 12/10/22 Sample ID No.164

Laboratory Signature Lab e\ _—
Name: ANTELOPE VALLEY-EAST KERN WATER AGENCY Director: > (="

Name of Sampler:Terry Brown Employed By: AVEK Water ?geﬁ%y
Date/Time Sample Date/Time Sample Date Analyses
Collected:12/10/10/0834 Received @ Lab:12/10/10/1145 Completed:12/10/17
System System

Name:ANTELOPE VALLEY E KERN WTR AGY F Number: 1510053

Name or Number of Sample Source:WATER TREATMENT PLANT - RAW

*'k*'k*****'Jr**********‘k‘k******‘k**********‘k‘k****i—************************‘k‘k********

* User ID: CYA Station Number: 1510053-001 *
* Date/Time of Sample: [12|10/10|0834| Laboratory Code: 6080 *
# YY MM DD TTTT YY MM DD *
* Date Analysis completed: [12|10|17| *
* Submitted by: Phone #: G
‘k*************’******************************************************************

| MCL |REPORTING| CHEMICAL | ENTRY | ANALYSES| DLR|
| | UNITS | | i | RESULTS | |
mg /L Total Hardness (as CaC03) (mg/L) 00900 | I
mg/L Calcium (Ca) (mg/L) 00916 | I
mg/L Magnesium (Mg) (mg/L) 00927 | |
mg/L Sodium (NA) (mg/L) 00929 | |
mg/L Potassium (K) (mg/L) 00937 |
| Total Cations Meq/L Value: |
mg /L Total Alkalinity (AS CaCO03) (mg/L) 00410 | 75.4 |
mg/L Hydroxide (OH) (mg/L) 71830 |
mg/L Carbonate (CO3) (mg/L) 00445 |
mg/L Bicarbonate (HCO3) (mg/L) 00440 | I
* mg/L+ Sulfate (S04) (mg/L) 00945 | | 5
* mg/L+ Chloride (Cl) (mg/L) 00940 | |
45 mg/L Nitrate (as NO3) (mg/L) 71850 | | 2.0
2 . mg/L Fluoride (F) (Natural-Source) 00951 | | il
| Total Anions Meqg/L Value:
Std.Units+ PH (Laboratory) (Std.Units) 00403 | |
*** umho/cm+ Specific Conductance (E.C.) (umhos/cm) 00095 | |
*okok ok mg/L+ Total Filterable Residue@180C(TDS) (mg/L) 70300 | [
15 Units Apparent Color (Unfiltered) (Units) 00081 |
3 TON Odor Threshold at 60 C (TON) 00086 | | 1.
5 NTU Lab Turbidity (NTU) 82079 | |
05 mg/L+ MBAS (mg/L) 38260 | |

* 250-500-600 AE Qeb=1a7 *** 900-1600-2200 xkaEd B00~1LO0U=1500



PAGE 2 OF 2

ADDITIONAL ANALYSES

164

| MCL |REPORTING| CHEMICAL | ENTRY | ANALYSES| DLR|
| | UNITS | | # | RESULTS| |
mg/L Total Organic Carbon (TOC) (mg/L) 00680 | 225 0.30

+ Indicates Secondary Drinking Water Standards




EDT

GENERAL MINERAL & PHYSICAL & INORGANIC ANALYSIS (9/99)

Date of Report: 12/12/06 Sample ID No.179 '
Laboratory Signature Lab - k\ —
Name: ANTELOPE VALLEY-EAST KERN WATER AGENCY Directofwep — N —
Name of Sampler:Ray Rodriguez Employed By: AVEK Water-Agency —
Date/Time Sample Date/Time Sample Date Analyses
Collected:12/11/14/0812 Received @ Lab:12/11/14/1129 Completed:12/12/05
System System

Name:ANTELOPE VALLEY E KERN WTR AGY F Number: 1510053

Name or Number of Sample Source:WATER TREATMENT PLANT - RAW

********************************************************************************

* User ID: CYA Station Number: 1510053-001 *
* Date/Time of Sample: [12|11]14|0812] Laboratory Code: 6080 *
* YY MM DD TTTT YY MM DD *
* Date Analysis completed: [12]12]|05| *
* Submitted by: Phone #: i
********************************************************************************
| MCL |REPQRTING| CHEMICAL | ENTRY | ANALYSES| DLR|
| | UNITS | | # | RESULTS | |
mg/L Total Hardness (as CaCO3) (mg/L) 00900 |
mg/L Calcium (Ca) (mg/L) 00916 |
mg/L Magnesium (Mg) (mg/L) 00927 |
mg/L Sodium (NA) (mg/L) 00929 |
mg/L Potassium (K) (mg/L) 00937 |
| Total Cations Meq/L Value: |
mg/L Total Alkalinity (AS CaC03) (mg/L) 00410 | 70.0]
mg/L Hydroxide (OH) (mg/L) 71830 |
mg/L Carbonate (CO03) (mg/L) 00445 |
mg/L Bicarbonate (HCO3) (mg/L) 00440 |
mg/L+ Sulfate (504) (mg/L) 00945 | | .5
mg/L+ Chloride (Cl) (mg/L) 00940 | |
45 mg/L Nitrate (as NO3) (mg/L) 71850 | | 2.0
2 . mg/L Fluoride (F) (Natural-Source) 00951 | | .1
| Total Anions Meq/L Value:
Std.Units+ PH (Laboratory) (Std.Units) 00403 | |
*** umho/cmt+ Specific Conductance (E.C.) (umhos/cm) 00095 | |
hikook mg/L+ Total Filterable Residue@180C (TDS) (mg/L) 70300 |
15 Units Apparent Color (Unfiltered) (Units) 00081 |
T TON Odor Threshold at 60 C (TON) 00086 | | 1.
5 NTU Lab Turbidity (NTU) 82079 |
0.5 mg/L+ MBAS (mg/L) 38260 | |

* 250-500-600 ¥F Q.6=1.7 *** 900-1600-2200 *x%* 500-1000-1500
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| MCL |REPORTING | CHEMICAL | ENTRY | ANALYSES| DLR|

| | UNITS | | i | RESULTS| [
mg/L Total Organic Carbon (TOC) (mg/L) 00680 | 2.12] 0.30

+ Indicates Secondary Drinking Water Standards




EDT

GENERAL MINERAL & PHYSICAL & INORGANIC ANALYSIS (9/99)

Date of Report: 12/12/19 Sample ID No.202

Laboratory Signature Lab e St )
Name: ANTELOPE VALLEY-EAST KERN WATER AGENCY DirectoT: oemr—— >
Name of Sampler:Ray Rodriguez Employed By: AVEK Water Afency
Date/Time Sample Date/Time Sample Date Analyses
Collected:12/12/12/0704 Received @ Lab:12/12/12/1140 Completed:12/12/14
System System

Name:ANTELOPE VALLEY E KERN WTR AGY F Number: 1510053

Name or Number of Sample Source:WATER TREATMENT PLANT - RAW

********************************************************************************

* User ID: CYA Station Number: 1510053-001 ¥
* Date/Time of Sample: [12]12(12]|0704| Laboratory Code: 6080 *
- YY MM DD TTTT YY MM DD *
* Date Analysis completed: [12]12|14| *
*  Submitted by: Phone #: *
*****‘Jr‘k*******************‘k‘k*********************************************‘k******
| MCL |REPORTING | CHEMICAL |ENTRY | ANALYSES| DLR|
| | UNITS [ | it | RESULTS| |
mg/L Total Hardness (as CaC03) (mg/L) 00900 | |
mg/L Calcium (Ca) (mg/L) 00916 | |
mg/L Magnesium (Mg) (mg/L) 00927 | [
mg/L Sodium (NA) (mg/L) 00929 | |
mg/L Potassium (K) (mg/L) 00937 |
| Total Cations Meq/L Value: I
mg/L Total Alkalinity (AS CaCO3) (mg/L) 00410 | 80.4|
mg/L Hydroxide (OH) (mg/L) 71830 |
mg/L Carbonate (CO3) (mg/L) 00445 |
mg/L Bicarbonate (HCO3) (mg/L) 00440 |
mg/L+ Sulfate (S0O4) (mg/L) 00945 | | =5
mg/L+ Chloride (Cl) (mg/L) 00940 |
45 mg/L Nitrate (as NO3) (mg/L) 71850 | | 2.0
2 . mg/L Fluoride (F) (Natural-Source) 00951 | | o
| Total Anions Meqg/L Value:
Std.Units+ PH (Laboratory) (Std.Units) 00403 | |
*** umho/cmt+ Specific Conductance (E.C.) (umhos/cm) 00095 | I
i R mg/L+ Total Filterable Residue@180C(TDS) (mg/L) 70300 |
15 Units Apparent Color (Unfiltered) (Units) 00081 |
3 TON Odor Threshold at 60 C (TON) 00086 | | T
5 NTU Lab Turbidity (NTU) 82079 |
0.5 mg/L+ MBAS (mg/L) 38260 | |

* 250-500-600 x Bk Bl %% SD0-1600-22DD **#% -500-1000-1500
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| MCL |REPORTING| CHEMICAL [ENTRY |ANALYSES| DLR|
| |  UNITS | | # | RESULTS| |
mg/L Total Organic Carbon (TOC) (mg/L) 00680 | 2.02] 0.30
+ Indicates Secondary Drinking Water Standards






